
Cable Report
From Bldg: 8300

From Equip: Lin_ICS:CR3_Cab02
Room: 122 Row: Psn:

Device: Cryo_ICS:NetSw1
Descr: Network switch, cryo ctrls channel access

Mfr: Cisco
Model: WS-C2950G-48-EI

9404444
2MFibPLZCTC

DeVan

ICS Network

TIA-568A

N/C-Backup SC

0

8300
119

15S
04

SCL_Cryo:HB1Cab01
Cryo_ICS:IOC54

N/C-BackupNot Terminated
Comm N/A

DB_elec
SNS_techFib backup if 10/100Base-T doesn't work-IOC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404445
2MFibPLZCTC

DeVan

ICS Network

TIA-568A

N/C-Backup SC

0

8300
119

15S
04

SCL_Cryo:HB1Cab01
Cryo_ICS:PLC54

N/C-BackupNot Terminated
Comm N/A

DB_elec
SNS_techFib backup if 10/100Base-T doesn't work-plc

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404446
2MFibPLZCTC

DeVan

ICS Network

TIA-568A

N/C-Spare SC

0

8300
119

15S
04

SCL_Cryo:HB1Cab01
Cryo_ICS:IOC54

N/C-BackupNot Terminated
Comm N/A

DB_elec
SNS_techFib backup if 10/100Base-T doesn't work-sp

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: Lin_ICS:PL3205
Descr: Patch panel, for cryo sw, CAT 5e, 24 ports

Mfr: Panduit
Model: CPPL24WBL

9404045
4PR24Cat5e

DeVan

ICS Network

TIA-568A

3205-24 CAT-5e minicom

0

8300
119

15S
04

SCL_Cryo:HB1Cab01
Cryo_ICS:PL_IOC54

TIA-568A

3205-24CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404046
4PR24Cat5e

DeVan

ICS Network

TIA-568A

3205-25 CAT-5e minicom

0

8300
119

15S
04

SCL_Cryo:HB1Cab01
Cryo_ICS:PL_IOC54

TIA-568A

3205-25CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404047
4PR24Cat5e

DeVan

ICS Network

TIA-568A

3205-26 CAT-5e minicom

0

8300
119

15S
04

SCL_Cryo:HB1Cab01
Cryo_ICS:PL_IOC54

TIA-568A

3205-26CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404048
4PR24Cat5e

DeVan

ICS Network

TIA-568A

3205-27 CAT-5e minicom

0

8300
119

15S
04

SCL_Cryo:HB1Cab01
Cryo_ICS:PL_IOC54

TIA-568A

3205-27CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404049
4PR24Cat5e

DeVan

ICS Network

TIA-568A

3205-28 CAT-5e minicom

0

8300
119

15S
04

SCL_Cryo:HB1Cab01
Cryo_ICS:PL_IOC54

TIA-568A

3205-28CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404058
4PR24Cat5e

DeVan

ICS Network

TIA-568A

3205-29 CAT-5e minicom

0

8300
119

NWS
56.2

SCL_Cryo:HB1Cab03
SCL_Cryo:Jbx_HB1Cab03

TIA-568A

3205-29CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo Utility Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404059
4PR24Cat5e

DeVan

ICS Network

TIA-568A

3205-30 CAT-5e minicom

0

8300
119

NWS
56.2

SCL_Cryo:HB1Cab03
SCL_Cryo:Jbx_HB1Cab03

TIA-568A

3205-30CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo Utility Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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From Equip: Lin_ICS:CR4_Cab01
Room: 128 Row: Psn:

Device: Lin_ICS:PL4102
Descr: Connector housing, fiber optic, for MPS

Mfr: Corning
Model: CCH-04U

9404435
2MFibPLZCTC

DeVan

MPS FPL & FPAR F.O. links
TBD SC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_HPRF:MIOC12A

FPL /FPAR inST
Comm N/A

DB_elec
SNS_techMPS FPL & FPAR F.O. links

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404436
2MFibPLZCTC

DeVan

MPS spare 
TBD SC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_HPRF:MIOC12A

SpareST
Comm N/A

DB_elec
SNS_techMPS spare 

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404437
2MFibPLZCTC

DeVan

MPS FPL & FPAR F.O. links
TBD SC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_HPRF:MIOC12A

FPL /FPAR outST
Comm N/A

DB_elec
SNS_techMPS FPL & FPAR F.O. links

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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From Equip: Lin_ICS:CR4_Cab02
Room: 128 Row: Psn:

Device: Lin_ICS:Cnv41
Descr: TX/FX converter, for net sw mirror chan

Mfr: Allied Telesyn
Model: AT-MC102XL

9404374
4PR24Cat5e

DeVan

ICS Network

TIA-568A

TBD CAT-5e minicom

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:NetSw42

TIA-568A

TBDCAT-5e minicom
Comm N/A

DB_elec
SNS_techSniffer Channel - NetSw42

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Network switch, channel access
Mfr: Cisco Model: WS-C2950G-

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4_jmp

Device: Lin_ICS:Fanout4E1
Descr: Event link fanout, 1-to-16

Mfr: Brookhaven National Laborator
Model: fanout

9404211
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out01 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE1

109020200-R8E-8000-W001

InputTwin BNC
Comm N/A

DB_elec
SNS_techBH Uplink to Fanout in CR

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A
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9404273
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out02 Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE1

109020200-R8E-8000-W001

InputTwin BNC
Comm N/A

DB_elec
SNS_techBH Uplink to Fanout in CR

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4BB

9404318
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out03 Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE1

109020200-R8E-8000-W001

InputTwin BNC
Comm N/A

DB_elec
SNS_techBH Uplink to Fanout in CR

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C

Device: Lin_ICS:Fanout4R1
Descr: RTDL fanout, 1-to-16

Mfr: Brookhaven National Laborator
Model: fanout

9404320
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected, Spare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404275
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected, Spare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404213
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected, Spare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404212
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out01 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8E-8000-W001

InputTwin BNC
Comm N/A

DB_elec
SNS_techBH Uplink to Fanout in CR

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

9404274
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out02 Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8E-8000-W001

InputTwin BNC
Comm N/A

DB_elec
SNS_techBH Uplink to Fanout in CR

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B
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9404319
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out03 Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8E-8000-W001

InputTwin BNC
Comm N/A

DB_elec
SNS_techBH Uplink to Fanout in CR

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C

Device: Lin_ICS:NetSw41
Descr: Network switch, channel access

Mfr: Cisco
Model: WS-C3550-12G

9404000
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W006, J2

Console Port RJ-45

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:TSrv41

109020100-R8E-8000-W006, J1

02RJ-45
Comm N/A

DB_elec
SNS_techConsole Port on NS (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp

9404364
0S12MFibTBTC

DeVan

ICS Network
SC Port SC

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:NetSw42

SC PortSC
Comm

Fiber Uplink for NS and Fanouts

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Network switch, channel access
Mfr: Cisco Model: WS-C2950G-

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp

Device: Lin_ICS:NetSw42
Descr: Network switch, channel access

Mfr: Cisco
Model: WS-C2950G-24-EI
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9404001
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W006, J2

Console Port RJ-45

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:TSrv41

109020100-R8E-8000-W006, J1

03RJ-45
Comm N/A

DB_elec
SNS_techConsole Port on NS (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp

9404364
0S12MFibTBTC

DeVan

ICS Network
SC Port SC

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:NetSw41

SC PortSC
Comm

Fiber Uplink for NS and Fanouts

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Network switch, channel access
Mfr: Cisco Model: WS-C3550-1

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp

9404374
4PR24Cat5e

DeVan

ICS Network

TIA-568A

TBD CAT-5e minicom

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:Cnv41

TIA-568A

TBDCAT-5e minicom
Comm N/A

DB_elec
SNS_techSniffer Channel - NetSw42

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: TX/FX converter, for net sw mirror chan
Mfr: Allied Telesyn Model: AT-MC102X

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4_jmp

Device: Lin_ICS:PL4203
Descr: Connector housing, F.O., for local gbit distrib

Mfr: Corning
Model: CCH-02U
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9404365
0S12MFibTBTC

DeVan

ICS Network
4203-B SC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A01

4A01-ASC
Comm

Fiber Uplink for NS and Fanouts

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Connector housing, fiber optic
Mfr: Corning Model: CCH-01U

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404366
0S12MFibTBTC

DeVan

ICS Network
4203-C SC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B01

4B01-ASC
Comm

Fiber Uplink for NS and Fanouts

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Connector housing, fiber optic
Mfr: Corning Model: CCH-01U

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404367
0S12MFibTBTC

DeVan

ICS Network
4203-D SC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C01

4C01-ASC
Comm

Fiber Uplink for NS and Fanouts

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Connector housing, fiber optic
Mfr: Corning Model: CCH-01U

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

Device: Lin_ICS:PL4204
Descr: Patch panel, for CA sw, CAT 5e, 24 ports

Mfr: Panduit
Model: CPPL24WBL
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9404368
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4204-19 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-01CAT-5e minicom
Comm N/A

DB_elec
SNS_techSniffer Channel - NetSw4A1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404369
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4204-20 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-02CAT-5e minicom
Comm N/A

DB_elec
SNS_techSniffer Channel Spare  - NetSw4A1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404370
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4204-21 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-01CAT-5e minicom
Comm N/A

DB_elec
SNS_techSniffer Channel - NetSw4B1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404371
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4204-22 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-02CAT-5e minicom
Comm N/A

DB_elec
SNS_techSniffer Channel Spare - NetSw4B1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404372
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4204-23 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-01CAT-5e minicom
Comm N/A

DB_elec
SNS_techSniffer Channel - NetSw4C1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404373
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4204-24 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-02CAT-5e minicom
Comm N/A

DB_elec
SNS_techSniffer Channel Spare - NetSw4C1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

Device: Lin_ICS:RPC_NS41
Descr:

Mfr: WTI
Model: RPM-10HD

9404002
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W003, J2

DB9 adapter RJ-45

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:TSrv41

109020100-R8E-8000-W006, J1

01RJ-45
Comm N/A

DB_elec
DB_elecRPC (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp
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9404003
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:RPC_NS42

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: WTI Model: RPS-10HD

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp

Device: Lin_ICS:RPC_NS42
Descr:

Mfr: WTI
Model: RPS-10HD

9404003
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:RPC_NS41

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: WTI Model: RPM-10HD

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp

Device: Lin_ICS:TSrv41
Descr: Terminal Server

Mfr: Digi
Model: PortServerTS4

9404002
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W006, J1

01 RJ-45

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:RPC_NS41

109020100-R8E-8000-W003, J2

DB9 adapterRJ-45
Comm N/A

DB_elec
DB_elecRPC (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: WTI Model: RPM-10HD

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp
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9404000
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W006, J1

02 RJ-45

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:NetSw41

109020100-R8E-8000-W006, J2

Console PortRJ-45
Comm N/A

DB_elec
SNS_techConsole Port on NS (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Network switch, channel access
Mfr: Cisco Model: WS-C3550-1

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp

9404001
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W006, J1

03 RJ-45

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:NetSw42

109020100-R8E-8000-W006, J2

Console PortRJ-45
Comm N/A

DB_elec
SNS_techConsole Port on NS (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Network switch, channel access
Mfr: Cisco Model: WS-C2950G-

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp
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From Equip: Lin_ICS:CR5_Cab02
Room: 133 Row: Psn:

Device: Lin_ICS:PL5205
Descr: Patch panel, for cryo sw, CAT 5e, 24 ports

Mfr: Panduit
Model: CPPL24WBL

9404111
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-03 CAT-5e minicom

0

8300
119

20S
04

SCL_Cryo:HB4Cab01
Cryo_ICS:PL_IOC55

TIA-568A

5205-03CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404112
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-04 CAT-5e minicom

0

8300
119

20S
04

SCL_Cryo:HB4Cab01
Cryo_ICS:PL_IOC55

TIA-568A

5205-04CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404113
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-05 CAT-5e minicom

0

8300
119

20S
04

SCL_Cryo:HB4Cab01
Cryo_ICS:PL_IOC55

TIA-568A

5205-05CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404114
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-06 CAT-5e minicom

0

8300
119

20S
04

SCL_Cryo:HB4Cab01
Cryo_ICS:PL_IOC55

TIA-568A

5205-06CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404115
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-07 CAT-5e minicom

0

8300
119

20S
04

SCL_Cryo:HB4Cab01
Cryo_ICS:PL_IOC55

TIA-568A

5205-07CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404126
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-08 CAT-5e minicom

0

8300
119

NWS
64.2

SCL_Cryo:HB4Cab03
SCL_Cryo:Jbx_HB4Cab03

TIA-568A

5205-08CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404127
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-09 CAT-5e minicom

0

8300
119

NWS
64.2

SCL_Cryo:HB4Cab03
SCL_Cryo:Jbx_HB4Cab03

TIA-568A

5205-09CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404179
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-10 CAT-5e minicom

0

8300
119

25S
04

SCL_Cryo:HB7Cab01
Cryo_ICS:PL_IOC56

TIA-568A

5205-10CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404180
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-11 CAT-5e minicom

0

8300
119

25S
04

SCL_Cryo:HB7Cab01
Cryo_ICS:PL_IOC56

TIA-568A

5205-11CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404181
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-12 CAT-5e minicom

0

8300
119

25S
04

SCL_Cryo:HB7Cab01
Cryo_ICS:PL_IOC56

TIA-568A

5205-12CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404182
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-13 CAT-5e minicom

0

8300
119

25S
04

SCL_Cryo:HB7Cab01
Cryo_ICS:PL_IOC56

TIA-568A

5205-13CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404183
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-14 CAT-5e minicom

0

8300
119

25S
04

SCL_Cryo:HB7Cab01
Cryo_ICS:PL_IOC56

TIA-568A

5205-14CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404190
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-15 CAT-5e minicom

0

8300
119

NWS
81.3

SCL_Cryo:HB7Cab03
SCL_Cryo:Jbx_HB7Cab03

TIA-568A

5205-15CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404191
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-16 CAT-5e minicom

0

8300
119

NWS
81.3

SCL_Cryo:HB7Cab03
SCL_Cryo:Jbx_HB7Cab03

TIA-568A

5205-16CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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From Equip: SCL_RFC:SCL1Cab01
Room: 119 Row: Psn: 0702S

Device: SCL_Vac:TB_IOC1
Descr: Terminal strip

Mfr:
Model:

9404375
2P20OS3V

DeVan

Vac Sys RS-485

109040000-R8U-
8300-W025

31-35 term blk

0

8300
119

15S
07

SCL_Vac:HB1Cab01
SCL_Vac:TB_HB1

109040000-R8U-8300-W025

01-05term blk
Comm

Link to Vac Controller (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404376
2P20OS3V

DeVan

Vac Sys RS-485

109040000-R8U-
8300-W025

36-40 term blk

0

8300
119

15S
07

SCL_Vac:HB1Cab01
SCL_Vac:TB_HB1

109040000-R8U-8300-W025

06-10term blk
Comm

Link to Vac Controller (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404377
2P20OS3V

DeVan

Vac Sys RS-485

109040000-R8U-
8300-W025

41-45 term blk

0

8300
119

20S
07

SCL_Vac:HB4Cab01
SCL_Vac:TB_HB4

109040000-R8U-8300-W025

01-05term blk
Comm

Link to Vac Controller (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404378
2P20OS3V

DeVan

Vac Sys RS-485

109040000-R8U-
8300-W025

46-50 term blk

0

8300
119

20S
07

SCL_Vac:HB4Cab01
SCL_Vac:TB_HB4

109040000-R8U-8300-W025

06-10term blk
Comm

Link to Vac Controller (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404379
2P20OS3V

DeVan

Vac Sys RS-485

109040000-R8U-
8300-W025

51-55 term blk

0

8300
119

25S
07

SCL_Vac:HB7Cab01
SCL_Vac:TB_HB7

109040000-R8U-8300-W025

01-05term blk
Comm

Link to Vac Controller (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404380
2P20OS3V

DeVan

Vac Sys RS-485

109040000-R8U-
8300-W025

56-60 term blk

0

8300
119

25S
07

SCL_Vac:HB7Cab01
SCL_Vac:TB_HB7

109040000-R8U-8300-W025

06-10term blk
Comm

Link to Vac Controller (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404453
2P20OS3V

DeVan

Vac Sys RS-485 spare

spare/TBD

spare term blk

0

8300
119

15S
07

SCL_Vac:HB1Cab01
SCL_Vac:TB_HB1

spare/TBD

spareterm blk
Comm

Link to Vac Controller (RS-485) - spare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404457
2P20OS3V

DeVan

Vac Sys RS-485 - spare

Spare/TBD

spare term blk

0

8300
119

25S
07

SCL_Vac:HB7Cab01
SCL_Vac:TB_HB7

Spare/TBD`

spareterm blk
Comm

Link to Vac Controller (RS-485) - spare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404458
2P20OS3V

DeVan

Vac Sys RS-485 - spare

Spare/TBD

spare term blk

0

8300
119

25S
07

SCL_Vac:HB7Cab01
SCL_Vac:TB_HB7

Spare/TBD`

spareterm blk
Comm

Link to Vac Controller (RS-485) - spare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404454
2P20OS3V

DeVan

Vac Sys RS-485 spare

spare/TBD

spare term blk

0

8300
119

15S
07

SCL_Vac:HB1Cab01
SCL_Vac:TB_HB1

spare/TBD

spareterm blk
Comm

Link to Vac Controller (RS-485) - spare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404455
2P20OS3V

DeVan

Vac Sys RS-485

Spare/TBD

spare term blk

0

8300
119

20S
07

SCL_Vac:HB4Cab01
SCL_Vac:TB_HB4

Spare/TBD

spareterm blk
Comm

Link to Vac Controller (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

Page 22 of 291From Bldg: 8300 From Equip: SCL_RFC:SCL1Cab01 From Device: SCL_Vac:TB_IOC1All SCL CR4 Comm Cables - 07/22/04 From Row: 02S From Psn.: 07



9404456
2P20OS3V

DeVan

Vac Sys RS-485

Spare/TBD

spare term blk

0

8300
119

20S
07

SCL_Vac:HB4Cab01
SCL_Vac:TB_HB4

Spare/TBD

spareterm blk
Comm

Link to Vac Controller (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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From Equip: SCL_RFC:SCL6Cab03
Room: 119 Row: Psn: 0113S

Device: SCL_LLRF:IOC11a
Descr:

Mfr:
Model:

9404017
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:TSrv4A1

109020100-R8E-8000-W005, J1

06RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404381
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM11a 174817

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_HPRF:TB_MIOC12A2

109020300-R8D-8000-W007

CH1screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404382
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM11b 174817

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_HPRF:TB_MIOC12A2

109020300-R8D-8000-W007

CH2screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404231
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404228
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE1

109020200-R8D-8000-W001

out07Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404229
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

out05Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

9404230
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE1

109020200-R8D-8000-W001

out08Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A
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Device: SCL_LLRF:PL_IOC11a
Descr:

Mfr:
Model:

9404014
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-13 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-13CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404015
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-14 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-14CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404016
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-15 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-15CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: SCL_LLRF:RPC_IOC11a
Descr:

Mfr:
Model:
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9404018
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

13S
02

SCL_RFC:SCL6Cab02
SCL_LLRF:RPC_IOC11c

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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From Equip: SCL_RFC:SCL6Cab02
Room: 119 Row: Psn: 0213S

Device: SCL_LLRF:IOC11c
Descr:

Mfr:
Model:

9404012
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:TSrv4A1

109020100-R8E-8000-W005, J1

05RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404383
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM11c 174817

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_HPRF:TB_MIOC12A2

109020300-R8D-8000-W007

CH3screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404384
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM12a 174817

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_HPRF:TB_MIOC12A2

109020300-R8D-8000-W007

CH4screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404227
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404224
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE1

109020200-R8D-8000-W001

out05Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404225
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

out04Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

9404226
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE1

109020200-R8D-8000-W001

out06Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A
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Device: SCL_LLRF:PL_IOC11c
Descr:

Mfr:
Model:

9404009
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-10 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-10CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404010
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-11 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-11CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404011
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-12 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-12CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: SCL_LLRF:RPC_IOC11c
Descr:

Mfr:
Model:
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9404013
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

13S
03

SCL_RFC:SCL6Cab01
SCL_LLRF:RPC_IOC12b

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404018
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

13S
01

SCL_RFC:SCL6Cab03
SCL_LLRF:RPC_IOC11a

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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From Equip: SCL_RFC:SCL6Cab01
Room: 119 Row: Psn: 0313S

Device: SCL_LLRF:IOC12b
Descr:

Mfr:
Model:

9404007
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:TSrv4A1

109020100-R8E-8000-W005, J1

04RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404385
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM12b 174817

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_HPRF:TB_MIOC12A2

109020300-R8D-8000-W007

CH5screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404386
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM12c 174817

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_HPRF:TB_MIOC12A2

109020300-R8D-8000-W007

CH6screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404223
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404220
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE1

109020200-R8D-8000-W001

out03Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404221
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

out03Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

9404222
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE1

109020200-R8D-8000-W001

out04Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A
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Device: SCL_LLRF:PL_IOC12b
Descr:

Mfr:
Model:

9404004
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-07 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-07CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404005
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-08 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-08CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404006
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-09 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-09CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: SCL_LLRF:RPC_IOC12b
Descr:

Mfr:
Model:
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9404008
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

15S
02

SCL_Diag:HB1Cab02
SCL_Diag:RPC_IOC_BLM2

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404013
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

13S
02

SCL_RFC:SCL6Cab02
SCL_LLRF:RPC_IOC11c

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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From Equip: SCL_TR:SCL6Cab04
Room: 119 Row: Psn: 0114S

Device: SCL_RF:Jbx_PLC6
Descr:

Mfr:
Model:

9404019
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-16 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-16CAT-5e minicom
Comm N/A

DB_elec
SNS_techPLC Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404020
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-17 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-17CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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From Equip: SCL_Diag:HB1Cab01
Room: 119 Row: Psn: 0115S

Device: Lin_ICS:Fanout4AE3
Descr: Event link fanout, 1-to-16

Mfr: Brookhaven National Laborator
Model: fanout

9404217
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Input Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE1

109020200-R8D-8000-W001

out02Twin BNC
Comm N/A

DB_elec
SNS_techUplink to 4AE1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

Device: Lin_ICS:Fanout4AR3
Descr: RTDL fanout, 1-to-16

Mfr: Brookhaven National Laborator
Model: fanout

9404218
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Input Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

out02Twin BNC
Comm N/A

DB_elec
SNS_techUplink to 4AR1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

Page 37 of 291From Bldg: 8300 From Equip: SCL_Diag:HB1Cab01 From Device: Lin_ICS:Fanout4AR3All SCL CR4 Comm Cables - 07/22/04 From Row: 15S From Psn.: 01



9404219
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected, Spare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: Lin_ICS:Jbx_NS4A2
Descr:

Mfr:
Model:

9404021
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-18 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-18CAT-5e minicom
Comm N/A

DB_elec
SNS_techUplink - Diag NetSw

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404022
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-19 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-19CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare -Diag NetSw

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: Lin_ICS:NetSw4A2
Descr:

Mfr: Cisco
Model: WS-2950-24
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9404023
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W006, J2

Console Port RJ-45

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:TSrv4A1

109020100-R8E-8000-W006, J1

07RJ-45
Comm N/A

DB_elec
SNS_techConsole Port on NS (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: SCL_Diag:MIOC_BLM1A
Descr: MPS I/O Chassis

Mfr:
Model:

9404442
2MFibPLZCTC

DeVan

MPS FPL & FPAR F.O. links
FPL/FPAR Out ST

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:MIOC4A

FPL /FPAR inST
Comm N/A

DB_elec
SNS_techMPS FPL & FPAR F.O. links

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404236
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

MPS EL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE1

109020200-R8D-8000-W001

out11Twin BNC
Comm N/A

DB_elec
SNS_techMIOC EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A
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9404237
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

MPS RL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

out07Twin BNC
Comm N/A

DB_elec
SNS_techMIOC RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

9404443
2MFibPLZCTC

DeVan

MPS spare 
Spare ST

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:MIOC4A

SpareST
Comm N/A

DB_elec
SNS_techMPS spare 

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: SCL_Diag:MIOC_BLM1B
Descr: MPS I/O Chassis

Mfr:
Model:

9404238
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

MPS EL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE1

109020200-R8D-8000-W001

out12Twin BNC
Comm N/A

DB_elec
SNS_techMIOC EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A
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9404239
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

MPS RL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

out08Twin BNC
Comm N/A

DB_elec
SNS_techMIOC RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

Device: SCL_Diag:MIOC_BLM2A
Descr: MPS I/O Chassis

Mfr:
Model:

9404243
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

MPS EL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE1

109020200-R8D-8000-W001

out15Twin BNC
Comm N/A

DB_elec
SNS_techMIOC EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404244
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

MPS RL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

out10Twin BNC
Comm N/A

DB_elec
SNS_techMIOC RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

Device: SCL_Diag:MIOC_BLM2B
Descr: MPS I/O Chassis

Mfr:
Model:
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9404440
2MFibPLZCTC

DeVan

MPS FPL & FPAR F.O. links
FPL /FPAR in ST

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:MIOC15A

FPL/FPAR OutST
Comm N/A

DB_elec
SNS_techMPS FPL & FPAR F.O. links

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404245
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

MPS EL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE1

109020200-R8D-8000-W001

out16Twin BNC
Comm N/A

DB_elec
SNS_techMIOC EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404246
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

MPS RL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

out11Twin BNC
Comm N/A

DB_elec
SNS_techMIOC RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

9404441
2MFibPLZCTC

DeVan

MPS spare 
Spare ST

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:MIOC15A

SpareST
Comm N/A

DB_elec
SNS_techMPS spare 

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

Page 42 of 291From Bldg: 8300 From Equip: SCL_Diag:HB1Cab01 From Device: SCL_Diag:MIOC_BLM2BAll SCL CR4 Comm Cables - 07/22/04 From Row: 15S From Psn.: 01



From Equip: SCL_Diag:HB1Cab02
Room: 119 Row: Psn: 0215S

Device: SCL_Diag:IOC_BLM1
Descr: IOC - VME Crate supporting 22 Beam Loss 

Monitors and 4 Neutron Detectors
Mfr:
Model:

9404027
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:TSrv4A1

109020100-R8E-8000-W005, J1

08RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404235
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404232
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE1

109020200-R8D-8000-W001

out09Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A
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9404233
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

out06Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

9404234
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE1

109020200-R8D-8000-W001

out10Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

Device: SCL_Diag:IOC_BLM2
Descr: IOC - VME Crate supporting 22 Beam Loss 

Monitors.
Mfr:
Model:

9404031
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:TSrv4A1

109020100-R8E-8000-W005, J1

09RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404240
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE1

109020200-R8D-8000-W001

out13Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404241
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

out09Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

9404242
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE1

109020200-R8D-8000-W001

out14Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

Device: SCL_Diag:PL_IOC_BLM1
Descr:

Mfr:
Model:
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9404024
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-20 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-20CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404025
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-21 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-21CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404026
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-22 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-22CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404029
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-23 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-23CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404030
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-24 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-24CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: SCL_Diag:RPC_IOC_BLM1
Descr:

Mfr:
Model:

9404032
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

15S
02

SCL_Diag:HB1Cab02
SCL_Diag:RPC_IOC_BLM2

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp

9404028
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:RPC_NS4A1

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: WTI Model: RPM-10HD

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: SCL_Diag:RPC_IOC_BLM2
Descr:

Mfr:
Model:
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9404008
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

13S
03

SCL_RFC:SCL6Cab01
SCL_LLRF:RPC_IOC12b

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404032
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

15S
02

SCL_Diag:HB1Cab02
SCL_Diag:RPC_IOC_BLM1

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp
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From Equip: SCL_Ctl:HB1Cab01
Room: 119 Row: Psn: 0315S

Device: Lin_ICS:Fanout4AE1
Descr: Event link fanout, 1-to-16

Mfr: Brookhaven National Laborator
Model: fanout

9404211
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Input Twin BNC

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:Fanout4E1

109020200-R8D-8000-W001

out01Twin BNC
Comm N/A

DB_elec
SNS_techBH Uplink to Fanout in CR

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404214
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out01 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE2

109020200-R8E-8000-W001

InputTwin BNC
Comm N/A

DB_elec
SNS_techUplink to 4AE1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A_jmp

9404217
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out02 Twin BNC

0

8300
119

15S
01

SCL_Diag:HB1Cab01
Lin_ICS:Fanout4AE3

109020200-R8E-8000-W001

InputTwin BNC
Comm N/A

DB_elec
SNS_techUplink to 4AE1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A
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9404220
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out03 Twin BNC

0

8300
119

13S
03

SCL_RFC:SCL6Cab01
SCL_LLRF:IOC12b

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404222
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out04 Twin BNC

0

8300
119

13S
03

SCL_RFC:SCL6Cab01
SCL_LLRF:IOC12b

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404224
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out05 Twin BNC

0

8300
119

13S
02

SCL_RFC:SCL6Cab02
SCL_LLRF:IOC11c

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404226
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out06 Twin BNC

0

8300
119

13S
02

SCL_RFC:SCL6Cab02
SCL_LLRF:IOC11c

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A
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9404228
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out07 Twin BNC

0

8300
119

13S
01

SCL_RFC:SCL6Cab03
SCL_LLRF:IOC11a

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404230
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out08 Twin BNC

0

8300
119

13S
01

SCL_RFC:SCL6Cab03
SCL_LLRF:IOC11a

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404232
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out09 Twin BNC

0

8300

119

15S

02
SCL_Diag:HB1Cab02
SCL_Diag:IOC_BLM1

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC - VME Crate supporting 22 Beam 
Loss Monitors and 4 Neutron Detectors

Mfr: Model:

Footage1: 0

Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404234
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out10 Twin BNC

0

8300

119

15S

02
SCL_Diag:HB1Cab02
SCL_Diag:IOC_BLM1

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC - VME Crate supporting 22 Beam 
Loss Monitors and 4 Neutron Detectors

Mfr: Model:

Footage1: 0

Footage2: 0

GrnGrn

Tested?
SRO: SCL4A
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9404236
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out11 Twin BNC

0

8300
119

15S
01

SCL_Diag:HB1Cab01
SCL_Diag:MIOC_BLM1A

109020200-R8E-8000-W001

MPS ELTwin BNC
Comm N/A

DB_elec
SNS_techMIOC EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404238
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out12 Twin BNC

0

8300
119

15S
01

SCL_Diag:HB1Cab01
SCL_Diag:MIOC_BLM1B

109020200-R8E-8000-W001

MPS ELTwin BNC
Comm N/A

DB_elec
SNS_techMIOC EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404240
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out13 Twin BNC

0

8300

119

15S

02
SCL_Diag:HB1Cab02
SCL_Diag:IOC_BLM2

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC - VME Crate supporting 22 Beam 
Loss Monitors.

Mfr: Model:

Footage1: 0

Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404242
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out14 Twin BNC

0

8300

119

15S

02
SCL_Diag:HB1Cab02
SCL_Diag:IOC_BLM2

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC - VME Crate supporting 22 Beam 
Loss Monitors.

Mfr: Model:

Footage1: 0

Footage2: 0

GrnGrn

Tested?
SRO: SCL4A
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9404243
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out15 Twin BNC

0

8300
119

15S
01

SCL_Diag:HB1Cab01
SCL_Diag:MIOC_BLM2A

109020200-R8E-8000-W001

MPS ELTwin BNC
Comm N/A

DB_elec
SNS_techMIOC EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404245
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out16 Twin BNC

0

8300
119

15S
01

SCL_Diag:HB1Cab01
SCL_Diag:MIOC_BLM2B

109020200-R8E-8000-W001

MPS ELTwin BNC
Comm N/A

DB_elec
SNS_techMIOC EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

Device: Lin_ICS:Fanout4AE2
Descr: Event link fanout, 1-to-16

Mfr: Brookhaven National Laborator
Model: fanout

9404214
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Input Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE1

109020200-R8D-8000-W001

out01Twin BNC
Comm N/A

DB_elec
SNS_techUplink to 4AE1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A_jmp
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9404247
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out01 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_HPRF:IOC12

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A_jmp

9404249
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out02 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_HPRF:IOC12

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A_jmp

9404251
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out03 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_HPRF:MIOC12A

109020200-R8E-8000-W001

MPS ELTwin BNC
Comm N/A

DB_elec
SNS_techMIOC EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A_jmp

9404253
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out04 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:IOC4

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A_jmp
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9404255
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out05 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:IOC4

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A_jmp

9404256
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out06 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:MIOC4A

109020200-R8E-8000-W001

MPS ELTwin BNC
Comm N/A

DB_elec
SNS_techMIOC EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A_jmp

9404258
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out07 Twin BNC

0

8300
119

15S
04

SCL_Cryo:HB1Cab01
Cryo_ICS:IOC54

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404261
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out08 Twin BNC

0

8300
119

16S
07

SCL_RFC:SCL7Cab01
SCL_LLRF:IOC13d

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A
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9404263
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out09 Twin BNC

0

8300
119

16S
07

SCL_RFC:SCL7Cab01
SCL_LLRF:IOC13d

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404265
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out10 Twin BNC

0

8300
119

16S
06

SCL_RFC:SCL7Cab02
SCL_LLRF:IOC13b

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404267
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out11 Twin BNC

0

8300
119

16S
06

SCL_RFC:SCL7Cab02
SCL_LLRF:IOC13b

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404269
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out12 Twin BNC

0

8300
119

16S
05

SCL_RFC:SCL7Cab03
SCL_LLRF:IOC12d

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A
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9404271
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out13 Twin BNC

0

8300
119

16S
05

SCL_RFC:SCL7Cab03
SCL_LLRF:IOC12d

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

Device: Lin_ICS:Fanout4AR1
Descr: RTDL fanout, 1-to-16

Mfr: Brookhaven National Laborator
Model: fanout

9404212
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Input Twin BNC

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:Fanout4R1

109020200-R8D-8000-W001

out01Twin BNC
Comm N/A

DB_elec
SNS_techBH Uplink to Fanout in CR

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

9404235
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300

119

15S

02
SCL_Diag:HB1Cab02
SCL_Diag:IOC_BLM1

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC - VME Crate supporting 22 Beam 
Loss Monitors and 4 Neutron Detectors

Mfr: Model:

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4A
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9404219
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

15S
01

SCL_Diag:HB1Cab01
Lin_ICS:Fanout4AR3

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected, Spare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404216
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR2

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected, Spare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp_s

9404227
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

13S
02

SCL_RFC:SCL6Cab02
SCL_LLRF:IOC11c

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404250
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_HPRF:IOC12

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp_s
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9404213
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:Fanout4R1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected, Spare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404231
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

13S
01

SCL_RFC:SCL6Cab03
SCL_LLRF:IOC11a

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404223
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

13S
03

SCL_RFC:SCL6Cab01
SCL_LLRF:IOC12b

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404260
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

15S
04

SCL_Cryo:HB1Cab01
Cryo_ICS:IOC54

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404215
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out01 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR2

109020200-R8E-8000-W001

InputTwin BNC
Comm N/A

DB_elec
SNS_techUplink to 4AR1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A_jmp

9404218
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out02 Twin BNC

0

8300
119

15S
01

SCL_Diag:HB1Cab01
Lin_ICS:Fanout4AR3

109020200-R8E-8000-W001

InputTwin BNC
Comm N/A

DB_elec
SNS_techUplink to 4AR1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

9404221
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out03 Twin BNC

0

8300
119

13S
03

SCL_RFC:SCL6Cab01
SCL_LLRF:IOC12b

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

9404225
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out04 Twin BNC

0

8300
119

13S
02

SCL_RFC:SCL6Cab02
SCL_LLRF:IOC11c

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A
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9404229
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out05 Twin BNC

0

8300
119

13S
01

SCL_RFC:SCL6Cab03
SCL_LLRF:IOC11a

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

9404233
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out06 Twin BNC

0

8300

119

15S

02
SCL_Diag:HB1Cab02
SCL_Diag:IOC_BLM1

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC - VME Crate supporting 22 Beam 
Loss Monitors and 4 Neutron Detectors

Mfr: Model:

Footage1: 0

Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

9404237
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out07 Twin BNC

0

8300
119

15S
01

SCL_Diag:HB1Cab01
SCL_Diag:MIOC_BLM1A

109020200-R8E-8000-W001

MPS RLTwin BNC
Comm N/A

DB_elec
SNS_techMIOC RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

9404239
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out08 Twin BNC

0

8300
119

15S
01

SCL_Diag:HB1Cab01
SCL_Diag:MIOC_BLM1B

109020200-R8E-8000-W001

MPS RLTwin BNC
Comm N/A

DB_elec
SNS_techMIOC RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A
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9404241
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out09 Twin BNC

0

8300

119

15S

02
SCL_Diag:HB1Cab02
SCL_Diag:IOC_BLM2

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC - VME Crate supporting 22 Beam 
Loss Monitors.

Mfr: Model:

Footage1: 0

Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

9404244
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out10 Twin BNC

0

8300
119

15S
01

SCL_Diag:HB1Cab01
SCL_Diag:MIOC_BLM2A

109020200-R8E-8000-W001

MPS RLTwin BNC
Comm N/A

DB_elec
SNS_techMIOC RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

9404246
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out11 Twin BNC

0

8300
119

15S
01

SCL_Diag:HB1Cab01
SCL_Diag:MIOC_BLM2B

109020200-R8E-8000-W001

MPS RLTwin BNC
Comm N/A

DB_elec
SNS_techMIOC RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

9404248
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out12 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_HPRF:IOC12

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A_jmp
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9404252
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out13 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_HPRF:MIOC12A

109020200-R8E-8000-W001

MPS RLTwin BNC
Comm N/A

DB_elec
SNS_techMIOC RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A_jmp

9404254
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out14 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:IOC4

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A_jmp

9404257
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out15 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:MIOC4A

109020200-R8E-8000-W001

MPS RLTwin BNC
Comm N/A

DB_elec
SNS_techMIOC RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A_jmp

9404259
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out16 Twin BNC

0

8300
119

15S
04

SCL_Cryo:HB1Cab01
Cryo_ICS:IOC54

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A
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Device: Lin_ICS:Fanout4AR2
Descr: RTDL fanout, 1-to-16

Mfr: Brookhaven National Laborator
Model: fanout

9404215
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Input Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

out01Twin BNC
Comm N/A

DB_elec
SNS_techUplink to 4AR1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A_jmp

9404216
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected, Spare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp_s

9404264
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

16S
07

SCL_RFC:SCL7Cab01
SCL_LLRF:IOC13d

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404272
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

16S
05

SCL_RFC:SCL7Cab03
SCL_LLRF:IOC12d

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404268
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

16S
06

SCL_RFC:SCL7Cab02
SCL_LLRF:IOC13b

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404262
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out01 Twin BNC

0

8300
119

16S
07

SCL_RFC:SCL7Cab01
SCL_LLRF:IOC13d

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

9404266
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out02 Twin BNC

0

8300
119

16S
06

SCL_RFC:SCL7Cab02
SCL_LLRF:IOC13b

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A
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9404270
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out03 Twin BNC

0

8300
119

16S
05

SCL_RFC:SCL7Cab03
SCL_LLRF:IOC12d

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

Device: Lin_ICS:NetSw4A1
Descr:

Mfr: Cisco
Model: WS-C2950G-48-EI

9404038
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_HPRF:IOC12

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp_s

9404037
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_HPRF:IOC12

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp_s
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9404033
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:IOC4

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp

9404036
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_HPRF:IOC12

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp

9404041
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W006, J2

Console Port RJ-45

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:TSrv4A1

109020100-R8E-8000-W006, J1

03RJ-45
Comm N/A

DB_elec
SNS_techConsole Port on NS (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp

Device: Lin_ICS:PL4A01
Descr: Connector housing, fiber optic

Mfr: Corning
Model: CCH-01U
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9404365
0S12MFibTBTC

DeVan

ICS Network
4A01-A SC

0

8300

128
Lin_ICS:CR4_Cab02
Lin_ICS:PL4203

4203-BSC
Comm

Fiber Uplink for NS and Fanouts

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Connector housing, F.O., for local gbit 
distrib

Mfr: Corning Model: CCH-02U

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4A

Device: Lin_ICS:PL4A02
Descr: Patch panel, for CA sw, CAT 5e, 48 ports

Mfr: Panduit
Model: CPPL48WBL

9404368
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-01 CAT-5e minicom

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:PL4204

TIA-568A

4204-19CAT-5e minicom
Comm N/A

DB_elec
SNS_techSniffer Channel - NetSw4A1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 24 ports
Mfr: Panduit Model: CPPL24WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404369
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-02 CAT-5e minicom

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:PL4204

TIA-568A

4204-20CAT-5e minicom
Comm N/A

DB_elec
SNS_techSniffer Channel Spare  - NetSw4A1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 24 ports
Mfr: Panduit Model: CPPL24WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404122
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-03 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-05CAT-5e minicom
Comm N/A

DB_elec
SNS_techTSrv e/net

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404123
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-04 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-06CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404056
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-05 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-03CAT-5e minicom
Comm N/A

DB_elec
SNS_techTSrv e/net

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404057
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-06 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-04CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404004
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-07 CAT-5e minicom

0

8300
119

13S
03

SCL_RFC:SCL6Cab01
SCL_LLRF:PL_IOC12b

TIA-568A

4A02-07CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404005
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-08 CAT-5e minicom

0

8300
119

13S
03

SCL_RFC:SCL6Cab01
SCL_LLRF:PL_IOC12b

TIA-568A

4A02-08CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404006
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-09 CAT-5e minicom

0

8300
119

13S
03

SCL_RFC:SCL6Cab01
SCL_LLRF:PL_IOC12b

TIA-568A

4A02-09CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404009
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-10 CAT-5e minicom

0

8300
119

13S
02

SCL_RFC:SCL6Cab02
SCL_LLRF:PL_IOC11c

TIA-568A

4A02-10CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404010
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-11 CAT-5e minicom

0

8300
119

13S
02

SCL_RFC:SCL6Cab02
SCL_LLRF:PL_IOC11c

TIA-568A

4A02-11CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404011
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-12 CAT-5e minicom

0

8300
119

13S
02

SCL_RFC:SCL6Cab02
SCL_LLRF:PL_IOC11c

TIA-568A

4A02-12CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404014
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-13 CAT-5e minicom

0

8300
119

13S
01

SCL_RFC:SCL6Cab03
SCL_LLRF:PL_IOC11a

TIA-568A

4A02-13CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404015
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-14 CAT-5e minicom

0

8300
119

13S
01

SCL_RFC:SCL6Cab03
SCL_LLRF:PL_IOC11a

TIA-568A

4A02-14CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404016
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-15 CAT-5e minicom

0

8300
119

13S
01

SCL_RFC:SCL6Cab03
SCL_LLRF:PL_IOC11a

TIA-568A

4A02-15CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404019
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-16 CAT-5e minicom

0

8300
119

14S
01

SCL_TR:SCL6Cab04
SCL_RF:Jbx_PLC6

TIA-568A

4A02-16CAT-5e minicom
Comm N/A

DB_elec
SNS_techPLC Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404020
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-17 CAT-5e minicom

0

8300
119

14S
01

SCL_TR:SCL6Cab04
SCL_RF:Jbx_PLC6

TIA-568A

4A02-17CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404021
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-18 CAT-5e minicom

0

8300
119

15S
01

SCL_Diag:HB1Cab01
Lin_ICS:Jbx_NS4A2

TIA-568A

4A02-18CAT-5e minicom
Comm N/A

DB_elec
SNS_techUplink - Diag NetSw

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404022
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-19 CAT-5e minicom

0

8300
119

15S
01

SCL_Diag:HB1Cab01
Lin_ICS:Jbx_NS4A2

TIA-568A

4A02-19CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare -Diag NetSw

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404024
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-20 CAT-5e minicom

0

8300
119

15S
02

SCL_Diag:HB1Cab02
SCL_Diag:PL_IOC_BLM1

TIA-568A

4A02-20CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404025
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-21 CAT-5e minicom

0

8300
119

15S
02

SCL_Diag:HB1Cab02
SCL_Diag:PL_IOC_BLM1

TIA-568A

4A02-21CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404026
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-22 CAT-5e minicom

0

8300
119

15S
02

SCL_Diag:HB1Cab02
SCL_Diag:PL_IOC_BLM1

TIA-568A

4A02-22CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404029
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-23 CAT-5e minicom

0

8300
119

15S
02

SCL_Diag:HB1Cab02
SCL_Diag:PL_IOC_BLM1

TIA-568A

4A02-23CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404030
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-24 CAT-5e minicom

0

8300
119

15S
02

SCL_Diag:HB1Cab02
SCL_Diag:PL_IOC_BLM1

TIA-568A

4A02-24CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404043
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-25 CAT-5e minicom

0

8300
119

15S
04

SCL_Tun:HB1Cab04
SCL_Tun:Jbx_RIO54

TIA-568A

4A02-25CAT-5e minicom
Comm N/A

DB_elec
SNS_techBeckoff I/O Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404044
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-26 CAT-5e minicom

0

8300
119

15S
04

SCL_Tun:HB1Cab04
SCL_Tun:Jbx_RIO54

TIA-568A

4A02-26CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404052
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-27 CAT-5e minicom

0

8300
119

15S
07

SCL_Vac:HB1Cab01
SCL_Vac:Jbx_RIO_HB1

TIA-568A

4A02-27CAT-5e minicom
Comm N/A

DB_elec
SNS_techBeckoff I/O Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404053
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-28 CAT-5e minicom

0

8300
119

15S
07

SCL_Vac:HB1Cab01
SCL_Vac:Jbx_RIO_HB1

TIA-568A

4A02-28CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404054
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-29 CAT-5e minicom

0

8300
119

15S
07

SCL_Vac:HB1Cab01
SCL_Vac:Jbx_Cab_HB0101

TIA-568A

4A02-29CAT-5e minicom
Comm N/A

DB_elec
SNS_techGeneral Use Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404055
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-30 CAT-5e minicom

0

8300
119

15S
07

SCL_Vac:HB1Cab01
SCL_Vac:Jbx_Cab_HB0101

TIA-568A

4A02-30CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404060
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-31 CAT-5e minicom

0

8300
119

16S
07

SCL_RFC:SCL7Cab01
SCL_LLRF:PL_IOC13d

TIA-568A

4A02-31CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404061
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-32 CAT-5e minicom

0

8300
119

16S
07

SCL_RFC:SCL7Cab01
SCL_LLRF:PL_IOC13d

TIA-568A

4A02-32CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404062
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-33 CAT-5e minicom

0

8300
119

16S
07

SCL_RFC:SCL7Cab01
SCL_LLRF:PL_IOC13d

TIA-568A

4A02-33CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404065
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-34 CAT-5e minicom

0

8300
119

16S
06

SCL_RFC:SCL7Cab02
SCL_LLRF:PL_IOC13b

TIA-568A

4A02-34CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404066
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-35 CAT-5e minicom

0

8300
119

16S
06

SCL_RFC:SCL7Cab02
SCL_LLRF:PL_IOC13b

TIA-568A

4A02-35CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404067
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-36 CAT-5e minicom

0

8300
119

16S
06

SCL_RFC:SCL7Cab02
SCL_LLRF:PL_IOC13b

TIA-568A

4A02-36CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404070
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-37 CAT-5e minicom

0

8300
119

16S
05

SCL_RFC:SCL7Cab03
SCL_LLRF:PL_IOC12d

TIA-568A

4A02-37CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404071
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-38 CAT-5e minicom

0

8300
119

16S
05

SCL_RFC:SCL7Cab03
SCL_LLRF:PL_IOC12d

TIA-568A

4A02-38CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404072
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-39 CAT-5e minicom

0

8300
119

16S
05

SCL_RFC:SCL7Cab03
SCL_LLRF:PL_IOC12d

TIA-568A

4A02-39CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404075
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-40 CAT-5e minicom

0

8300
119

16S
01

SCL_TR:SCL7Cab04
SCL_RF:Jbx_PLC7

TIA-568A

4A02-40CAT-5e minicom
Comm N/A

DB_elec
SNS_techPLC Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404076
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-41 CAT-5e minicom

0

8300
119

16S
01

SCL_TR:SCL7Cab04
SCL_RF:Jbx_PLC7

TIA-568A

4A02-41CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404077
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-42 CAT-5e minicom

0

8300
119

17S
01

SCL_MEC:SCL8Cab01
SCL_HPRF:Jbx_PLC8

TIA-568A

4A02-42CAT-5e minicom
Comm N/A

DB_elec
SNS_techPLC Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404078
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-43 CAT-5e minicom

0

8300
119

17S
01

SCL_MEC:SCL8Cab01
SCL_HPRF:Jbx_PLC8

TIA-568A

4A02-43CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: Lin_ICS:RPC_NS4A1
Descr:

Mfr: WTI
Model: RPM-10HD

9404042
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W003, J2

DB9 adapter RJ-45

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:TSrv4A1

109020100-R8E-8000-W006, J1

01RJ-45
Comm N/A

DB_elec
DB_elecRPC (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp

9404028
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

15S
02

SCL_Diag:HB1Cab02
SCL_Diag:RPC_IOC_BLM1

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: Lin_ICS:TSrv4A1
Descr: Terminal Server

Mfr: Digi
Model: PortServerTS16
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9404042
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W006, J1

01 RJ-45

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:RPC_NS4A1

109020100-R8E-8000-W003, J2

DB9 adapterRJ-45
Comm N/A

DB_elec
DB_elecRPC (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: WTI Model: RPM-10HD

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp

9404040
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W006, J1

02 RJ-45

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_HPRF:RPC_IOC12 

109020100-R8E-8000-W003, J2

DB9 adapterRJ-45
Comm N/A

DB_elec
DB_elecRPC (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp

9404041
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W006, J1

03 RJ-45

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:NetSw4A1

109020100-R8E-8000-W006, J2

Console PortRJ-45
Comm N/A

DB_elec
SNS_techConsole Port on NS (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Cisco Model: WS-C2950G-

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp

9404007
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

04 RJ-45

0

8300
119

13S
03

SCL_RFC:SCL6Cab01
SCL_LLRF:IOC12b

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404012
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

05 RJ-45

0

8300
119

13S
02

SCL_RFC:SCL6Cab02
SCL_LLRF:IOC11c

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404017
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

06 RJ-45

0

8300
119

13S
01

SCL_RFC:SCL6Cab03
SCL_LLRF:IOC11a

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404023
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W006, J1

07 RJ-45

0

8300
119

15S
01

SCL_Diag:HB1Cab01
Lin_ICS:NetSw4A2

109020100-R8E-8000-W006, J2

Console PortRJ-45
Comm N/A

DB_elec
SNS_techConsole Port on NS (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Cisco Model: WS-2950-24

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404027
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

08 RJ-45

0

8300

119

15S

02
SCL_Diag:HB1Cab02
SCL_Diag:IOC_BLM1

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC - VME Crate supporting 22 Beam 
Loss Monitors and 4 Neutron Detectors

Mfr: Model:

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4A
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9404031
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

09 RJ-45

0

8300

119

15S

02
SCL_Diag:HB1Cab02
SCL_Diag:IOC_BLM2

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC - VME Crate supporting 22 Beam 
Loss Monitors.

Mfr: Model:

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4A

9404034
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

10 RJ-45

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:IOC4

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp

9404039
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

11 RJ-45

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_HPRF:IOC12

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp

9404050
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

12 RJ-45

0

8300
119

15S
04

SCL_Cryo:HB1Cab01
Cryo_ICS:IOC54

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404063
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

13 RJ-45

0

8300
119

16S
07

SCL_RFC:SCL7Cab01
SCL_LLRF:IOC13d

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404068
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

14 RJ-45

0

8300
119

16S
06

SCL_RFC:SCL7Cab02
SCL_LLRF:IOC13b

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404073
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

15 RJ-45

0

8300
119

16S
05

SCL_RFC:SCL7Cab03
SCL_LLRF:IOC12d

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: SCL_HPRF:IOC12
Descr: IOC

Mfr:
Model:
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9404038
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:NetSw4A1

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Cisco Model: WS-C2950G-

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp_s

9404037
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:NetSw4A1

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Cisco Model: WS-C2950G-

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp_s

9404036
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:NetSw4A1

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Cisco Model: WS-C2950G-

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp

9404039
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:TSrv4A1

109020100-R8E-8000-W005, J1

11RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp

Page 84 of 291From Bldg: 8300 From Equip: SCL_Ctl:HB1Cab01 From Device: SCL_HPRF:IOC12All SCL CR4 Comm Cables - 07/22/04 From Row: 15S From Psn.: 03



9404250
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp_s

9404247
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE2

109020200-R8D-8000-W001

out01Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A_jmp

9404248
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

out12Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A_jmp

9404249
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE2

109020200-R8D-8000-W001

out02Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A_jmp
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Device: SCL_HPRF:MIOC12A
Descr: MPS I/O Chassis

Mfr:
Model:

9404435
2MFibPLZCTC

DeVan

MPS FPL & FPAR F.O. links
FPL /FPAR in ST

0

8300
128
Lin_ICS:CR4_Cab01
Lin_ICS:PL4102

TBDSC
Comm N/A

DB_elec
SNS_techMPS FPL & FPAR F.O. links

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Connector housing, fiber optic, for MPS
Mfr: Corning Model: CCH-04U

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404437
2MFibPLZCTC

DeVan

MPS FPL & FPAR F.O. links
FPL /FPAR out ST

0

8300
128
Lin_ICS:CR4_Cab01
Lin_ICS:PL4102

TBDSC
Comm N/A

DB_elec
SNS_techMPS FPL & FPAR F.O. links

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Connector housing, fiber optic, for MPS
Mfr: Corning Model: CCH-04U

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404251
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

MPS EL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE2

109020200-R8D-8000-W001

out03Twin BNC
Comm N/A

DB_elec
SNS_techMIOC EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A_jmp
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9404252
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

MPS RL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

out13Twin BNC
Comm N/A

DB_elec
SNS_techMIOC RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A_jmp

9404436
2MFibPLZCTC

DeVan

MPS spare 
Spare ST

0

8300
128
Lin_ICS:CR4_Cab01
Lin_ICS:PL4102

TBDSC
Comm N/A

DB_elec
SNS_techMPS spare 

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Connector housing, fiber optic, for MPS
Mfr: Corning Model: CCH-04U

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: SCL_HPRF:RPC_IOC12 
Descr:

Mfr:
Model:

9404040
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W003, J2

DB9 adapter RJ-45

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:TSrv4A1

109020100-R8E-8000-W006, J1

02RJ-45
Comm N/A

DB_elec
DB_elecRPC (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp
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9404035
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:RPC_IOC4

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp

Device: SCL_HPRF:TB_MIOC12A2
Descr:

Mfr:
Model:

9404381
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

CH1 screw term.

0

8300
119

13S
01

SCL_RFC:SCL6Cab03
SCL_LLRF:IOC11a

109020300-R8D-8000-W007

HPM11a174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404382
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

CH2 screw term.

0

8300
119

13S
01

SCL_RFC:SCL6Cab03
SCL_LLRF:IOC11a

109020300-R8D-8000-W007

HPM11b174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404383
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

CH3 screw term.

0

8300
119

13S
02

SCL_RFC:SCL6Cab02
SCL_LLRF:IOC11c

109020300-R8D-8000-W007

HPM11c174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404384
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

CH4 screw term.

0

8300
119

13S
02

SCL_RFC:SCL6Cab02
SCL_LLRF:IOC11c

109020300-R8D-8000-W007

HPM12a174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404385
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

CH5 screw term.

0

8300
119

13S
03

SCL_RFC:SCL6Cab01
SCL_LLRF:IOC12b

109020300-R8D-8000-W007

HPM12b174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404386
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

CH6 screw term.

0

8300
119

13S
03

SCL_RFC:SCL6Cab01
SCL_LLRF:IOC12b

109020300-R8D-8000-W007

HPM12c174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404387
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

CH7 screw term.

0

8300
119

16S
05

SCL_RFC:SCL7Cab03
SCL_LLRF:IOC12d

109020300-R8D-8000-W007

HPM12d174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: SCL_PS:IOC4
Descr: IOC

Mfr:
Model:

9404033
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:NetSw4A1

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Cisco Model: WS-C2950G-

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp

9404034
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:TSrv4A1

109020100-R8E-8000-W005, J1

10RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp
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9404253
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE2

109020200-R8D-8000-W001

out04Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A_jmp

9404254
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

out14Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A_jmp

9404255
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE2

109020200-R8D-8000-W001

out05Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A_jmp

Device: SCL_PS:MIOC4A
Descr: MPS I/O Chassis

Mfr:
Model:
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9404442
2MFibPLZCTC

DeVan

MPS FPL & FPAR F.O. links
FPL /FPAR in ST

0

8300
119

15S
01

SCL_Diag:HB1Cab01
SCL_Diag:MIOC_BLM1A

FPL/FPAR OutST
Comm N/A

DB_elec
SNS_techMPS FPL & FPAR F.O. links

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404256
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

MPS EL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE2

109020200-R8D-8000-W001

out06Twin BNC
Comm N/A

DB_elec
SNS_techMIOC EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A_jmp

9404257
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

MPS RL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

out15Twin BNC
Comm N/A

DB_elec
SNS_techMIOC RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A_jmp

9404443
2MFibPLZCTC

DeVan

MPS spare 
Spare ST

0

8300
119

15S
01

SCL_Diag:HB1Cab01
SCL_Diag:MIOC_BLM1A

SpareST
Comm N/A

DB_elec
SNS_techMPS spare 

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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Device: SCL_PS:RPC_IOC4
Descr:

Mfr:
Model:

9404035
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_HPRF:RPC_IOC12

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A_jmp

9404051
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

15S
04

SCL_Cryo:HB1Cab01
Cryo_ICS:RPC_IOC54

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: SCL_PS:TB_MIOC4A1
Descr:

Mfr:
Model:

9404393
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

Ch1 screw term.

0

8300
119

17S
04

SCL_PS:HB1Cab01
SCL_Mag:PS_QD12

109020300-R8D-8000-W006

MPST3324951
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404394
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

Ch2 screw term.

0

8300
119

17S
04

SCL_PS:HB1Cab01
SCL_Mag:PS_QD13

109020300-R8D-8000-W006

MPST3324951
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404395
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

Ch3 screw term.

0

8300
119

17S
03

SCL_PS:HB1Cab02
SCL_Mag:PS_QD14

109020300-R8D-8000-W006

MPST3324951
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404396
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

Ch4 screw term.

0

8300
119

17S
02

SCL_PS:HB1Cab03
SCL_Mag:PS_DCH13

109020300-R8D-8000-W006

MPST3324951
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404397
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

Ch5 screw term.

0

8300
119

17S
02

SCL_PS:HB1Cab03
SCL_Mag:PS_DCV13

109020300-R8D-8000-W006

MPST3324951
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404398
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

Ch6 screw term.

0

8300
119

17S
02

SCL_PS:HB1Cab03
SCL_Mag:PS_DCH14

109020300-R8D-8000-W006

MPST3324951
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404399
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

Ch7 screw term.

0

8300
119

17S
02

SCL_PS:HB1Cab03
SCL_Mag:PS_DCV14

109020300-R8D-8000-W006

MPST3324951
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404400
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8U-
8000-W018

Ch8 screw term.

0

8300
119

15S
07

SCL_Vac:HB1Cab01
SCL_Vac:CtlCh_HB1

109020300-R8U-8000-W018

J500TrimTrioUTG6
Comm N/A

DB_elec
SNS_techVSIL4 MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: SCL vacuum control chassis (by JLAB)
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: SCL_PS:TB_MIOC4A2
Descr:

Mfr:
Model:
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9404388
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch1 screw term.

0

8300
119

16S
05

SCL_RFC:SCL7Cab03
SCL_LLRF:IOC12d

109020300-R8D-8000-W007

HPM13a174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404389
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch2 screw term.

0

8300
119

16S
06

SCL_RFC:SCL7Cab02
SCL_LLRF:IOC13b

109020300-R8D-8000-W007

HPM13b174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404390
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch3 screw term.

0

8300
119

16S
06

SCL_RFC:SCL7Cab02
SCL_LLRF:IOC13b

109020300-R8D-8000-W007

HPM13c174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404391
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch4 screw term.

0

8300
119

16S
07

SCL_RFC:SCL7Cab01
SCL_LLRF:IOC13d

109020300-R8D-8000-W007

HPM13d174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404392
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch5 screw term.

0

8300
119

16S
07

SCL_RFC:SCL7Cab01
SCL_LLRF:IOC13d

109020300-R8D-8000-W007

HPM14a174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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From Equip: SCL_Cryo:HB1Cab01
Room: 119 Row: Psn: 0415S

Device: Cryo_ICS:IOC54
Descr:

Mfr:
Model:

9404050
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:TSrv4A1

109020100-R8E-8000-W005, J1

12RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404444
2MFibPLZCTC

DeVan

ICS Network
N/C-Backup Not Terminated

0

8300
122
Lin_ICS:CR3_Cab02
Cryo_ICS:NetSw1

TIA-568A

N/C-BackupSC
Comm N/A

DB_elec
SNS_techFib backup if 10/100Base-T doesn't work-IOC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Network switch, cryo ctrls channel access
Mfr: Cisco Model: WS-C2950G-

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404446
2MFibPLZCTC

DeVan

ICS Network
N/C-Backup Not Terminated

0

8300
122
Lin_ICS:CR3_Cab02
Cryo_ICS:NetSw1

TIA-568A

N/C-SpareSC
Comm N/A

DB_elec
SNS_techFib backup if 10/100Base-T doesn't work-sp

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Network switch, cryo ctrls channel access
Mfr: Cisco Model: WS-C2950G-

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404260
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404258
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE2

109020200-R8D-8000-W001

out07Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404259
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR1

109020200-R8D-8000-W001

out16Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

Device: Cryo_ICS:PL_IOC54
Descr:

Mfr:
Model:
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9404045
4PR24Cat5e

DeVan

ICS Network

TIA-568A

3205-24 CAT-5e minicom

0

8300

122
Lin_ICS:CR3_Cab02
Lin_ICS:PL3205

TIA-568A

3205-24CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for cryo sw, CAT 5e, 24 
ports

Mfr: Panduit Model: CPPL24WBL

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4A

9404046
4PR24Cat5e

DeVan

ICS Network

TIA-568A

3205-25 CAT-5e minicom

0

8300

122
Lin_ICS:CR3_Cab02
Lin_ICS:PL3205

TIA-568A

3205-25CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for cryo sw, CAT 5e, 24 
ports

Mfr: Panduit Model: CPPL24WBL

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4A

9404047
4PR24Cat5e

DeVan

ICS Network

TIA-568A

3205-26 CAT-5e minicom

0

8300

122
Lin_ICS:CR3_Cab02
Lin_ICS:PL3205

TIA-568A

3205-26CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for cryo sw, CAT 5e, 24 
ports

Mfr: Panduit Model: CPPL24WBL

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4A

9404048
4PR24Cat5e

DeVan

ICS Network

TIA-568A

3205-27 CAT-5e minicom

0

8300

122
Lin_ICS:CR3_Cab02
Lin_ICS:PL3205

TIA-568A

3205-27CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for cryo sw, CAT 5e, 24 
ports

Mfr: Panduit Model: CPPL24WBL

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4A
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9404049
4PR24Cat5e

DeVan

ICS Network

TIA-568A

3205-28 CAT-5e minicom

0

8300

122
Lin_ICS:CR3_Cab02
Lin_ICS:PL3205

TIA-568A

3205-28CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for cryo sw, CAT 5e, 24 
ports

Mfr: Panduit Model: CPPL24WBL

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4A

Device: Cryo_ICS:PLC54
Descr:

Mfr:
Model:

9404445
2MFibPLZCTC

DeVan

ICS Network
N/C-Backup Not Terminated

0

8300
122
Lin_ICS:CR3_Cab02
Cryo_ICS:NetSw1

TIA-568A

N/C-BackupSC
Comm N/A

DB_elec
SNS_techFib backup if 10/100Base-T doesn't work-plc

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Network switch, cryo ctrls channel access
Mfr: Cisco Model: WS-C2950G-

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: Cryo_ICS:RPC_IOC54
Descr:

Mfr:
Model:

9404051
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:RPC_IOC4

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404064
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

16S
07

SCL_RFC:SCL7Cab01
SCL_LLRF:RPC_IOC13d

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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From Equip: SCL_Tun:HB1Cab04
Room: 119 Row: Psn: 0415S

Device: SCL_Tun:Jbx_RIO54
Descr:

Mfr:
Model:

9404043
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-25 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-25CAT-5e minicom
Comm N/A

DB_elec
SNS_techBeckoff I/O Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404044
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-26 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-26CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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From Equip: SCL_Vac:HB1Cab01
Room: 119 Row: Psn: 0715S

Device: SCL_Vac:CtlCh_HB1
Descr: SCL vacuum control chassis (by JLAB)

Mfr:
Model:

9404400
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8U-
8000-W018

J500 TrimTrioUTG6

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:TB_MIOC4A1

109020300-R8U-8000-W018

Ch8screw term.
Comm N/A

DB_elec
SNS_techVSIL4 MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: SCL_Vac:Jbx_Cab_HB0101
Descr:

Mfr:
Model:

9404054
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-29 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-29CAT-5e minicom
Comm N/A

DB_elec
SNS_techGeneral Use Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404055
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-30 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-30CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: SCL_Vac:Jbx_RIO_HB1
Descr:

Mfr:
Model:

9404052
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-27 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-27CAT-5e minicom
Comm N/A

DB_elec
SNS_techBeckoff I/O Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404053
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-28 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-28CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: SCL_Vac:TB_HB1
Descr:

Mfr:
Model:
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9404375
2P20OS3V

DeVan

Vac Sys RS-485

109040000-R8U-
8300-W025

01-05 term blk

0

8300
119

02S
07

SCL_RFC:SCL1Cab01
SCL_Vac:TB_IOC1

109040000-R8U-8300-W025

31-35term blk
Comm

Link to Vac Controller (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal strip
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404376
2P20OS3V

DeVan

Vac Sys RS-485

109040000-R8U-
8300-W025

06-10 term blk

0

8300
119

02S
07

SCL_RFC:SCL1Cab01
SCL_Vac:TB_IOC1

109040000-R8U-8300-W025

36-40term blk
Comm

Link to Vac Controller (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal strip
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404453
2P20OS3V

DeVan

Vac Sys RS-485 spare

spare/TBD

spare term blk

0

8300
119

02S
07

SCL_RFC:SCL1Cab01
SCL_Vac:TB_IOC1

spare/TBD

spareterm blk
Comm

Link to Vac Controller (RS-485) - spare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal strip
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404454
2P20OS3V

DeVan

Vac Sys RS-485 spare

spare/TBD

spare term blk

0

8300
119

02S
07

SCL_RFC:SCL1Cab01
SCL_Vac:TB_IOC1

spare/TBD

spareterm blk
Comm

Link to Vac Controller (RS-485) - spare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal strip
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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From Equip: SCL_TR:SCL7Cab04
Room: 119 Row: Psn: 0116S

Device: SCL_RF:Jbx_PLC7
Descr:

Mfr:
Model:

9404075
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-40 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-40CAT-5e minicom
Comm N/A

DB_elec
SNS_techPLC Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404076
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-41 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-41CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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From Equip: SCL_RFC:SCL7Cab03
Room: 119 Row: Psn: 0516S

Device: SCL_LLRF:IOC12d
Descr:

Mfr:
Model:

9404073
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:TSrv4A1

109020100-R8E-8000-W005, J1

15RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404387
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM12d 174817

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_HPRF:TB_MIOC12A2

109020300-R8D-8000-W007

CH7screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404388
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM13a 174817

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:TB_MIOC4A2

109020300-R8D-8000-W007

Ch1screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404272
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR2

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404269
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE2

109020200-R8D-8000-W001

out12Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404270
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR2

109020200-R8D-8000-W001

out03Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

9404271
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE2

109020200-R8D-8000-W001

out13Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A
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Device: SCL_LLRF:PL_IOC12d
Descr:

Mfr:
Model:

9404070
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-37 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-37CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404071
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-38 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-38CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404072
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-39 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-39CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: SCL_LLRF:RPC_IOC12d
Descr:

Mfr:
Model:
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9404074
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

16S
06

SCL_RFC:SCL7Cab02
SCL_LLRF:RPC_IOC13b

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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From Equip: SCL_RFC:SCL7Cab02
Room: 119 Row: Psn: 0616S

Device: SCL_LLRF:IOC13b
Descr:

Mfr:
Model:

9404068
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:TSrv4A1

109020100-R8E-8000-W005, J1

14RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404389
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM13b 174817

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:TB_MIOC4A2

109020300-R8D-8000-W007

Ch2screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404390
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM13c 174817

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:TB_MIOC4A2

109020300-R8D-8000-W007

Ch3screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404268
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR2

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404265
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE2

109020200-R8D-8000-W001

out10Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404266
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR2

109020200-R8D-8000-W001

out02Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

9404267
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE2

109020200-R8D-8000-W001

out11Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A
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Device: SCL_LLRF:PL_IOC13b
Descr:

Mfr:
Model:

9404065
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-34 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-34CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404066
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-35 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-35CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404067
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-36 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-36CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: SCL_LLRF:RPC_IOC13b
Descr:

Mfr:
Model:
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9404069
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

16S
07

SCL_RFC:SCL7Cab01
SCL_LLRF:RPC_IOC13d

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404074
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

16S
05

SCL_RFC:SCL7Cab03
SCL_LLRF:RPC_IOC12d

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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From Equip: SCL_RFC:SCL7Cab01
Room: 119 Row: Psn: 0716S

Device: SCL_LLRF:IOC13d
Descr:

Mfr:
Model:

9404063
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:TSrv4A1

109020100-R8E-8000-W005, J1

13RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404391
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM13d 174817

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:TB_MIOC4A2

109020300-R8D-8000-W007

Ch4screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404392
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM14a 174817

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:TB_MIOC4A2

109020300-R8D-8000-W007

Ch5screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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9404264
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR2

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404261
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE2

109020200-R8D-8000-W001

out08Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A

9404262
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AR2

109020200-R8D-8000-W001

out01Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4A

9404263
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:Fanout4AE2

109020200-R8D-8000-W001

out09Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4A
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Device: SCL_LLRF:PL_IOC13d
Descr:

Mfr:
Model:

9404060
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-31 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-31CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404061
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-32 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-32CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404062
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-33 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-33CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: SCL_LLRF:RPC_IOC13d
Descr:

Mfr:
Model:
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9404064
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

15S
04

SCL_Cryo:HB1Cab01
Cryo_ICS:RPC_IOC54

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404069
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

16S
06

SCL_RFC:SCL7Cab02
SCL_LLRF:RPC_IOC13b

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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From Equip: SCL_MEC:SCL8Cab01
Room: 119 Row: Psn: 0117S

Device: SCL_HPRF:Jbx_PLC8
Descr:

Mfr:
Model:

9404077
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-42 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-42CAT-5e minicom
Comm N/A

DB_elec
SNS_techPLC Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

9404078
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4A02-43 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-43CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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From Equip: SCL_PS:HB1Cab03
Room: 119 Row: Psn: 0217S

Device: SCL_Mag:PS_DCH13
Descr:

Mfr:
Model:

9404396
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

MPS T3324951

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:TB_MIOC4A1

109020300-R8D-8000-W006

Ch4screw term.
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: SCL_Mag:PS_DCH14
Descr:

Mfr:
Model:

9404398
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

MPS T3324951

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:TB_MIOC4A1

109020300-R8D-8000-W006

Ch6screw term.
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: SCL_Mag:PS_DCV13
Descr:

Mfr:
Model:
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9404397
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

MPS T3324951

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:TB_MIOC4A1

109020300-R8D-8000-W006

Ch5screw term.
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: SCL_Mag:PS_DCV14
Descr:

Mfr:
Model:

9404399
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

MPS T3324951

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:TB_MIOC4A1

109020300-R8D-8000-W006

Ch7screw term.
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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From Equip: SCL_PS:HB1Cab02
Room: 119 Row: Psn: 0317S

Device: SCL_Mag:PS_QD14
Descr:

Mfr:
Model:

9404395
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

MPS T3324951

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:TB_MIOC4A1

109020300-R8D-8000-W006

Ch3screw term.
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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From Equip: SCL_PS:HB1Cab01
Room: 119 Row: Psn: 0417S

Device: SCL_Mag:PS_QD12
Descr:

Mfr:
Model:

9404393
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

MPS T3324951

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:TB_MIOC4A1

109020300-R8D-8000-W006

Ch1screw term.
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A

Device: SCL_Mag:PS_QD13
Descr:

Mfr:
Model:

9404394
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

MPS T3324951

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
SCL_PS:TB_MIOC4A1

109020300-R8D-8000-W006

Ch2screw term.
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4A
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From Equip: SCL_RFC:SCL8Cab03
Room: 119 Row: Psn: 0118S

Device: SCL_LLRF:IOC15b
Descr:

Mfr:
Model:

9404092
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:TSrv4B1

109020100-R8E-8000-W005, J1

06RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404405
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM15b 174817

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:TB_MIOC15A2

109020300-R8D-8000-W007

Ch5screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404406
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM15c 174817

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:TB_MIOC15A2

109020300-R8D-8000-W007

Ch6screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

Page 125 of 291From Bldg: 8300 From Equip: SCL_RFC:SCL8Cab03 From Device: SCL_LLRF:IOC15bAll SCL CR4 Comm Cables - 07/22/04 From Row: 18S From Psn.: 01



9404291
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404288
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE1

109020200-R8D-8000-W001

out07Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B

9404289
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8D-8000-W001

out04Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B

9404290
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE1

109020200-R8D-8000-W001

out08Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B
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Device: SCL_LLRF:PL_IOC15b
Descr:

Mfr:
Model:

9404089
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-17 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-17CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404090
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-18 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-18CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404091
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-19 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-19CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

Device: SCL_LLRF:RPC_IOC15b
Descr:

Mfr:
Model:
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9404132
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

21S
07

SCL_RFC:SCL9Cab01
SCL_LLRF:RPC_IOC16d

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404093
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

18S
02

SCL_RFC:SCL8Cab02
SCL_LLRF:RPC_IOC14d

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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From Equip: SCL_RFC:SCL8Cab02
Room: 119 Row: Psn: 0218S

Device: SCL_LLRF:IOC14d
Descr:

Mfr:
Model:

9404087
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:TSrv4B1

109020100-R8E-8000-W005, J1

05RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404403
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM14d 174817

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:TB_MIOC15A2

109020300-R8D-8000-W007

Ch3screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404404
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM15a 174817

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:TB_MIOC15A2

109020300-R8D-8000-W007

Ch4screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404287
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404284
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE1

109020200-R8D-8000-W001

out05Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B

9404285
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8D-8000-W001

out03Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B

9404286
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE1

109020200-R8D-8000-W001

out06Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B
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Device: SCL_LLRF:PL_IOC14d
Descr:

Mfr:
Model:

9404084
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-14 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-14CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404085
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-15 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-15CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404086
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-16 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-16CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

Device: SCL_LLRF:RPC_IOC14d
Descr:

Mfr:
Model:
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9404093
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

18S
01

SCL_RFC:SCL8Cab03
SCL_LLRF:RPC_IOC15b

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404088
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

18S
03

SCL_RFC:SCL8Cab01
SCL_LLRF:RPC_IOC14b

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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From Equip: SCL_RFC:SCL8Cab01
Room: 119 Row: Psn: 0318S

Device: SCL_LLRF:IOC14b
Descr:

Mfr:
Model:

9404082
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:TSrv4B1

109020100-R8E-8000-W005, J1

04RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404401
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM14b 174817

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:TB_MIOC15A2

109020300-R8D-8000-W007

Ch1screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404402
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM14c 174817

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:TB_MIOC15A2

109020300-R8D-8000-W007

Ch2screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404283
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404280
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE1

109020200-R8D-8000-W001

out03Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B

9404281
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8D-8000-W001

out02Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B

9404282
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE1

109020200-R8D-8000-W001

out04Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B
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Device: SCL_LLRF:PL_IOC14b
Descr:

Mfr:
Model:

9404079
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-11 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-11CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404080
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-12 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-12CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404081
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-13 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-13CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

Device: SCL_LLRF:RPC_IOC14b
Descr:

Mfr:
Model:

Page 135 of 291From Bldg: 8300 From Equip: SCL_RFC:SCL8Cab01 From Device: SCL_LLRF:RPC_IOC14bAll SCL CR4 Comm Cables - 07/22/04 From Row: 18S From Psn.: 03



9404083
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

20S
04

SCL_Cryo:HB4Cab01
Cryo_ICS:RPC_IOC55

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404088
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

18S
02

SCL_RFC:SCL8Cab02
SCL_LLRF:RPC_IOC14d

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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From Equip: SCL_TR:SCL8Cab04
Room: 119 Row: Psn: 0119S

Device: SCL_RF:Jbx_PLC8
Descr:

Mfr:
Model:

9404094
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-20 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-20CAT-5e minicom
Comm N/A

DB_elec
SNS_techPLC Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404095
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-21 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-21CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

Page 137 of 291From Bldg: 8300 From Equip: SCL_TR:SCL8Cab04 From Device: SCL_RF:Jbx_PLC8All SCL CR4 Comm Cables - 07/22/04 From Row: 19S From Psn.: 01



From Equip: SCL_Diag:HB4Cab01
Room: 119 Row: Psn: 0120S

Device: Lin_ICS:Fanout4BE3
Descr: Event link fanout, 1-to-16

Mfr: Brookhaven National Laborator
Model: fanout

9404277
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Input Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE1

109020200-R8D-8000-W001

out02Twin BNC
Comm N/A

DB_elec
SNS_techUplink to 4BE1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B

Device: Lin_ICS:Fanout4BR3
Descr: RTDL fanout, 1-to-16

Mfr: Brookhaven National Laborator
Model: fanout

9404278
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Input Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8D-8000-W001

out01Twin BNC
Comm N/A

DB_elec
SNS_techUplink to 4BR1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B
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9404279
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected, Spare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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From Equip: SCL_Diag:HB4Cab02
Room: 119 Row: Psn: 0220S

Device: Lin_ICS:Jbx_NS4B2
Descr:

Mfr:
Model:

9404096
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-09 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-09CAT-5e minicom
Comm N/A

DB_elec
SNS_techUplink - Diag NetSw

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404097
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-10 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-10CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare -Diag NetSw

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

Device: Lin_ICS:NetSw4B2
Descr:

Mfr: Cisco
Model: WS-2950-24
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9404098
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W006, J2

Console Port RJ-45

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:TSrv4B1

109020100-R8E-8000-W006, J1

03RJ-45
Comm N/A

DB_elec
SNS_techConsole Port on NS (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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From Equip: SCL_Ctl:HB4Cab01
Room: 119 Row: Psn: 0320S

Device: Lin_ICS:Fanout4BE1
Descr: Event link fanout, 1-to-16

Mfr: Brookhaven National Laborator
Model: fanout

9404273
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Input Twin BNC

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:Fanout4E1

109020200-R8D-8000-W001

out02Twin BNC
Comm N/A

DB_elec
SNS_techBH Uplink to Fanout in CR

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4BB

9404276
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out01 Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE2

109020200-R8E-8000-W001

InputTwin BNC
Comm N/A

DB_elec
SNS_techUplink to 4BE1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B_jmp

9404277
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out02 Twin BNC

0

8300
119

20S
01

SCL_Diag:HB4Cab01
Lin_ICS:Fanout4BE3

109020200-R8E-8000-W001

InputTwin BNC
Comm N/A

DB_elec
SNS_techUplink to 4BE1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B
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9404280
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out03 Twin BNC

0

8300
119

18S
03

SCL_RFC:SCL8Cab01
SCL_LLRF:IOC14b

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B

9404282
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out04 Twin BNC

0

8300
119

18S
03

SCL_RFC:SCL8Cab01
SCL_LLRF:IOC14b

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B

9404284
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out05 Twin BNC

0

8300
119

18S
02

SCL_RFC:SCL8Cab02
SCL_LLRF:IOC14d

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B

9404286
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out06 Twin BNC

0

8300
119

18S
02

SCL_RFC:SCL8Cab02
SCL_LLRF:IOC14d

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B
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9404288
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out07 Twin BNC

0

8300
119

18S
01

SCL_RFC:SCL8Cab03
SCL_LLRF:IOC15b

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B

9404290
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out08 Twin BNC

0

8300
119

18S
01

SCL_RFC:SCL8Cab03
SCL_LLRF:IOC15b

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B

9404292
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out09 Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:IOC15

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B_jmp

9404294
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out10 Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:IOC15

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B_jmp
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9404296
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out11 Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:MIOC15A

109020200-R8E-8000-W001

MPS ELTwin BNC
Comm N/A

DB_elec
SNS_techMIOC EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B_jmp

9404298
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out12 Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_PS:IOC5

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B_jmp

9404300
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out13 Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_PS:IOC5

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B_jmp

9404301
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out14 Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_PS:MIOC5A

109020200-R8E-8000-W001

MPS ELTwin BNC
Comm N/A

DB_elec
SNS_techMIOC EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B_jmp
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9404303
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out15 Twin BNC

0

8300
119

20S
04

SCL_Cryo:HB4Cab01
Cryo_ICS:IOC55

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B

9404306
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out16 Twin BNC

0

8300
119

21S
07

SCL_RFC:SCL9Cab01
SCL_LLRF:IOC16d

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B

Device: Lin_ICS:Fanout4BE2
Descr: Event link fanout, 1-to-16

Mfr: Brookhaven National Laborator
Model: fanout

9404276
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Input Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE1

109020200-R8D-8000-W001

out01Twin BNC
Comm N/A

DB_elec
SNS_techUplink to 4BE1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B_jmp
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9404308
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out01 Twin BNC

0

8300
119

21S
07

SCL_RFC:SCL9Cab01
SCL_LLRF:IOC16d

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B

9404310
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out02 Twin BNC

0

8300
119

21S
06

SCL_RFC:SCL9Cab02
SCL_LLRF:IOC16b

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B

9404312
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out03 Twin BNC

0

8300
119

21S
06

SCL_RFC:SCL9Cab02
SCL_LLRF:IOC16b

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B

9404314
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out04 Twin BNC

0

8300
119

21S
05

SCL_RFC:SCL9Cab03
SCL_LLRF:IOC15d

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B
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9404316
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out05 Twin BNC

0

8300
119

21S
05

SCL_RFC:SCL9Cab03
SCL_LLRF:IOC15d

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B

Device: Lin_ICS:Fanout4BR1
Descr: RTDL fanout, 1-to-16

Mfr: Brookhaven National Laborator
Model: fanout

9404274
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Input Twin BNC

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:Fanout4R1

109020200-R8D-8000-W001

out02Twin BNC
Comm N/A

DB_elec
SNS_techBH Uplink to Fanout in CR

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B

9404287
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

18S
02

SCL_RFC:SCL8Cab02
SCL_LLRF:IOC14d

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404309
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

21S
07

SCL_RFC:SCL9Cab01
SCL_LLRF:IOC16d

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404317
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

21S
05

SCL_RFC:SCL9Cab03
SCL_LLRF:IOC15d

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404313
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

21S
06

SCL_RFC:SCL9Cab02
SCL_LLRF:IOC16b

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404283
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

18S
03

SCL_RFC:SCL8Cab01
SCL_LLRF:IOC14b

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404291
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

18S
01

SCL_RFC:SCL8Cab03
SCL_LLRF:IOC15b

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404305
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

20S
04

SCL_Cryo:HB4Cab01
Cryo_ICS:IOC55

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404275
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:Fanout4R1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected, Spare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404295
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:IOC15

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B_jmp_s
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9404279
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

20S
01

SCL_Diag:HB4Cab01
Lin_ICS:Fanout4BR3

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected, Spare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404278
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out01 Twin BNC

0

8300
119

20S
01

SCL_Diag:HB4Cab01
Lin_ICS:Fanout4BR3

109020200-R8E-8000-W001

InputTwin BNC
Comm N/A

DB_elec
SNS_techUplink to 4BR1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B

9404281
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out02 Twin BNC

0

8300
119

18S
03

SCL_RFC:SCL8Cab01
SCL_LLRF:IOC14b

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B

9404285
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out03 Twin BNC

0

8300
119

18S
02

SCL_RFC:SCL8Cab02
SCL_LLRF:IOC14d

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B
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9404289
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out04 Twin BNC

0

8300
119

18S
01

SCL_RFC:SCL8Cab03
SCL_LLRF:IOC15b

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B

9404293
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out05 Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:IOC15

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B_jmp

9404297
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out06 Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:MIOC15A

109020200-R8E-8000-W001

MPS RLTwin BNC
Comm N/A

DB_elec
SNS_techMIOC RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B_jmp

9404299
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out07 Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_PS:IOC5

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B_jmp
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9404302
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out08 Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_PS:MIOC5A

109020200-R8E-8000-W001

MPS RLTwin BNC
Comm N/A

DB_elec
SNS_techMIOC RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B_jmp

9404304
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out09 Twin BNC

0

8300
119

20S
04

SCL_Cryo:HB4Cab01
Cryo_ICS:IOC55

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B

9404307
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out10 Twin BNC

0

8300
119

21S
07

SCL_RFC:SCL9Cab01
SCL_LLRF:IOC16d

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B

9404311
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out11 Twin BNC

0

8300
119

21S
06

SCL_RFC:SCL9Cab02
SCL_LLRF:IOC16b

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B
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9404315
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out12 Twin BNC

0

8300
119

21S
05

SCL_RFC:SCL9Cab03
SCL_LLRF:IOC15d

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B

Device: Lin_ICS:NetSw4B1
Descr:

Mfr: Cisco
Model: WS-C2950G-48-EI

9404106
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_PS:IOC5

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B_jmp

9404101
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:IOC15

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B_jmp

Page 154 of 291From Bldg: 8300 From Equip: SCL_Ctl:HB4Cab01 From Device: Lin_ICS:NetSw4B1All SCL CR4 Comm Cables - 07/22/04 From Row: 20S From Psn.: 03



9404102
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:IOC15

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B_jmp_s

9404103
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:IOC15

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B_jmp_s

9404099
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W006, J2

Console Port RJ-45

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:TSrv4B1

109020100-R8E-8000-W006, J1

02RJ-45
Comm N/A

DB_elec
SNS_techConsole Port on NS (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B_jmp

Device: Lin_ICS:PL4B01
Descr: Connector housing, fiber optic

Mfr: Corning
Model: CCH-01U
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9404366
0S12MFibTBTC

DeVan

ICS Network
4B01-A SC

0

8300

128
Lin_ICS:CR4_Cab02
Lin_ICS:PL4203

4203-CSC
Comm

Fiber Uplink for NS and Fanouts

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Connector housing, F.O., for local gbit 
distrib

Mfr: Corning Model: CCH-02U

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4B

Device: Lin_ICS:PL4B02
Descr: Patch panel, for CA sw, CAT 5e, 48 ports

Mfr: Panduit
Model: CPPL48WBL

9404370
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-01 CAT-5e minicom

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:PL4204

TIA-568A

4204-21CAT-5e minicom
Comm N/A

DB_elec
SNS_techSniffer Channel - NetSw4B1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 24 ports
Mfr: Panduit Model: CPPL24WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404371
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-02 CAT-5e minicom

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:PL4204

TIA-568A

4204-22CAT-5e minicom
Comm N/A

DB_elec
SNS_techSniffer Channel Spare - NetSw4B1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 24 ports
Mfr: Panduit Model: CPPL24WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404056
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-03 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-05CAT-5e minicom
Comm N/A

DB_elec
SNS_techTSrv e/net

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404057
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-04 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-06CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404122
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-05 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-03CAT-5e minicom
Comm N/A

DB_elec
SNS_techTSrv e/net

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404123
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-06 CAT-5e minicom

0

8300
119

15S
03

SCL_Ctl:HB1Cab01
Lin_ICS:PL4A02

TIA-568A

4A02-04CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

Page 157 of 291From Bldg: 8300 From Equip: SCL_Ctl:HB4Cab01 From Device: Lin_ICS:PL4B02All SCL CR4 Comm Cables - 07/22/04 From Row: 20S From Psn.: 03



9404124
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-07 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-03CAT-5e minicom
Comm N/A

DB_elec
SNS_techTSrv e/net

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404125
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-08 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-04CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404096
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-09 CAT-5e minicom

0

8300
119

20S
02

SCL_Diag:HB4Cab02
Lin_ICS:Jbx_NS4B2

TIA-568A

4B02-09CAT-5e minicom
Comm N/A

DB_elec
SNS_techUplink - Diag NetSw

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404097
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-10 CAT-5e minicom

0

8300
119

20S
02

SCL_Diag:HB4Cab02
Lin_ICS:Jbx_NS4B2

TIA-568A

4B02-10CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare -Diag NetSw

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404079
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-11 CAT-5e minicom

0

8300
119

18S
03

SCL_RFC:SCL8Cab01
SCL_LLRF:PL_IOC14b

TIA-568A

4B02-11CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404080
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-12 CAT-5e minicom

0

8300
119

18S
03

SCL_RFC:SCL8Cab01
SCL_LLRF:PL_IOC14b

TIA-568A

4B02-12CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404081
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-13 CAT-5e minicom

0

8300
119

18S
03

SCL_RFC:SCL8Cab01
SCL_LLRF:PL_IOC14b

TIA-568A

4B02-13CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404084
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-14 CAT-5e minicom

0

8300
119

18S
02

SCL_RFC:SCL8Cab02
SCL_LLRF:PL_IOC14d

TIA-568A

4B02-14CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404085
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-15 CAT-5e minicom

0

8300
119

18S
02

SCL_RFC:SCL8Cab02
SCL_LLRF:PL_IOC14d

TIA-568A

4B02-15CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404086
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-16 CAT-5e minicom

0

8300
119

18S
02

SCL_RFC:SCL8Cab02
SCL_LLRF:PL_IOC14d

TIA-568A

4B02-16CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404089
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-17 CAT-5e minicom

0

8300
119

18S
01

SCL_RFC:SCL8Cab03
SCL_LLRF:PL_IOC15b

TIA-568A

4B02-17CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404090
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-18 CAT-5e minicom

0

8300
119

18S
01

SCL_RFC:SCL8Cab03
SCL_LLRF:PL_IOC15b

TIA-568A

4B02-18CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404091
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-19 CAT-5e minicom

0

8300
119

18S
01

SCL_RFC:SCL8Cab03
SCL_LLRF:PL_IOC15b

TIA-568A

4B02-19CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404094
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-20 CAT-5e minicom

0

8300
119

19S
01

SCL_TR:SCL8Cab04
SCL_RF:Jbx_PLC8

TIA-568A

4B02-20CAT-5e minicom
Comm N/A

DB_elec
SNS_techPLC Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404095
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-21 CAT-5e minicom

0

8300
119

19S
01

SCL_TR:SCL8Cab04
SCL_RF:Jbx_PLC8

TIA-568A

4B02-21CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404109
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-22 CAT-5e minicom

0

8300
119

20S
04

SCL_Tun:HB4Cab05
SCL_Tun:Jbx_RIO55

TIA-568A

4B02-22CAT-5e minicom
Comm N/A

DB_elec
SNS_techBeckoff I/O Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404110
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-23 CAT-5e minicom

0

8300
119

20S
04

SCL_Tun:HB4Cab05
SCL_Tun:Jbx_RIO55

TIA-568A

4B02-23CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404118
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-24 CAT-5e minicom

0

8300
119

20S
07

SCL_Vac:HB4Cab01
SCL_Vac:Jbx_RIO_HB4

TIA-568A

4B02-24CAT-5e minicom
Comm N/A

DB_elec
SNS_techBeckoff I/O Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404119
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-25 CAT-5e minicom

0

8300
119

20S
07

SCL_Vac:HB4Cab01
SCL_Vac:Jbx_RIO_HB4

TIA-568A

4B02-25CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404120
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-26 CAT-5e minicom

0

8300
119

20S
07

SCL_Vac:HB4Cab01
SCL_Vac:Jbx_Cab_HB0401

TIA-568A

4B02-26CAT-5e minicom
Comm N/A

DB_elec
SNS_techGeneral Use Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404121
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-27 CAT-5e minicom

0

8300
119

20S
07

SCL_Vac:HB4Cab01
SCL_Vac:Jbx_Cab_HB0401

TIA-568A

4B02-27CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404128
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-28 CAT-5e minicom

0

8300
119

21S
07

SCL_RFC:SCL9Cab01
SCL_LLRF:PL_IOC16d

TIA-568A

4B02-28CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404129
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-29 CAT-5e minicom

0

8300
119

21S
07

SCL_RFC:SCL9Cab01
SCL_LLRF:PL_IOC16d

TIA-568A

4B02-29CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404130
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-30 CAT-5e minicom

0

8300
119

21S
07

SCL_RFC:SCL9Cab01
SCL_LLRF:PL_IOC16d

TIA-568A

4B02-30CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404133
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-31 CAT-5e minicom

0

8300
119

21S
06

SCL_RFC:SCL9Cab02
SCL_LLRF:PL_IOC16b

TIA-568A

4B02-31CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404134
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-32 CAT-5e minicom

0

8300
119

21S
06

SCL_RFC:SCL9Cab02
SCL_LLRF:PL_IOC16b

TIA-568A

4B02-32CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404135
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-33 CAT-5e minicom

0

8300
119

21S
06

SCL_RFC:SCL9Cab02
SCL_LLRF:PL_IOC16b

TIA-568A

4B02-33CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404138
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-34 CAT-5e minicom

0

8300
119

21S
05

SCL_RFC:SCL9Cab03
SCL_LLRF:PL_IOC15d

TIA-568A

4B02-34CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404139
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-35 CAT-5e minicom

0

8300
119

21S
05

SCL_RFC:SCL9Cab03
SCL_LLRF:PL_IOC15d

TIA-568A

4B02-35CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404140
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-36 CAT-5e minicom

0

8300
119

21S
05

SCL_RFC:SCL9Cab03
SCL_LLRF:PL_IOC15d

TIA-568A

4B02-36CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404143
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-37 CAT-5e minicom

0

8300
119

21S
01

SCL_TR:SCL9Cab04
SCL_RF:Jbx_PLC9

TIA-568A

4B02-37CAT-5e minicom
Comm N/A

DB_elec
SNS_techPLC Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404144
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-38 CAT-5e minicom

0

8300
119

21S
01

SCL_TR:SCL9Cab04
SCL_RF:Jbx_PLC9

TIA-568A

4B02-38CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404145
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-39 CAT-5e minicom

0

8300
119

22S
01

SCL_MEC:SCL10Cab01
SCL_HPRF:Jbx_PLC10

TIA-568A

4B02-39CAT-5e minicom
Comm N/A

DB_elec
SNS_techPLC Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404146
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-40 CAT-5e minicom

0

8300
119

22S
01

SCL_MEC:SCL10Cab01
SCL_HPRF:Jbx_PLC10

TIA-568A

4B02-40CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

Device: Lin_ICS:RPC_NS4B1
Descr:

Mfr: WTI
Model: RPM-10HD

9404100
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W003, J2

DB9 adapter RJ-45

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:TSrv4B1

109020100-R8E-8000-W006, J1

01RJ-45
Comm N/A

DB_elec
DB_elecRPC (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B_jmp
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9404105
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:RPC_IOC15

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B_jmp

Device: Lin_ICS:TSrv4B1
Descr: Terminal Server

Mfr: Digi
Model: PortServerTS16

9404100
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W006, J1

01 RJ-45

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:RPC_NS4B1

109020100-R8E-8000-W003, J2

DB9 adapterRJ-45
Comm N/A

DB_elec
DB_elecRPC (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: WTI Model: RPM-10HD

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B_jmp

9404099
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W006, J1

02 RJ-45

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:NetSw4B1

109020100-R8E-8000-W006, J2

Console PortRJ-45
Comm N/A

DB_elec
SNS_techConsole Port on NS (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Cisco Model: WS-C2950G-

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B_jmp
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9404098
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W006, J1

03 RJ-45

0

8300
119

20S
02

SCL_Diag:HB4Cab02
Lin_ICS:NetSw4B2

109020100-R8E-8000-W006, J2

Console PortRJ-45
Comm N/A

DB_elec
SNS_techConsole Port on NS (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Cisco Model: WS-2950-24

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404082
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

04 RJ-45

0

8300
119

18S
03

SCL_RFC:SCL8Cab01
SCL_LLRF:IOC14b

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404087
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

05 RJ-45

0

8300
119

18S
02

SCL_RFC:SCL8Cab02
SCL_LLRF:IOC14d

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404092
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

06 RJ-45

0

8300
119

18S
01

SCL_RFC:SCL8Cab03
SCL_LLRF:IOC15b

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404104
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

07 RJ-45

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:IOC15

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B_jmp

9404107
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

08 RJ-45

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_PS:IOC5

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B_jmp

9404116
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

09 RJ-45

0

8300
119

20S
04

SCL_Cryo:HB4Cab01
Cryo_ICS:IOC55

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404131
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

10 RJ-45

0

8300
119

21S
07

SCL_RFC:SCL9Cab01
SCL_LLRF:IOC16d

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404136
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

11 RJ-45

0

8300
119

21S
06

SCL_RFC:SCL9Cab02
SCL_LLRF:IOC16b

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404141
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

12 RJ-45

0

8300
119

21S
05

SCL_RFC:SCL9Cab03
SCL_LLRF:IOC15d

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

Device: SCL_HPRF:IOC15
Descr: IOC

Mfr:
Model:

9404103
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:NetSw4B1

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Cisco Model: WS-C2950G-

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B_jmp_s
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9404102
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:NetSw4B1

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Cisco Model: WS-C2950G-

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B_jmp_s

9404101
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:NetSw4B1

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Cisco Model: WS-C2950G-

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B_jmp

9404104
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:TSrv4B1

109020100-R8E-8000-W005, J1

07RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B_jmp

9404295
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B_jmp_s
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9404292
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE1

109020200-R8D-8000-W001

out09Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B_jmp

9404293
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8D-8000-W001

out05Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B_jmp

9404294
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE1

109020200-R8D-8000-W001

out10Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B_jmp

Device: SCL_HPRF:MIOC15A
Descr: MPS I/O Chassis

Mfr:
Model:
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9404440
2MFibPLZCTC

DeVan

MPS FPL & FPAR F.O. links
FPL/FPAR Out ST

0

8300
119

15S
01

SCL_Diag:HB1Cab01
SCL_Diag:MIOC_BLM2B

FPL /FPAR inST
Comm N/A

DB_elec
SNS_techMPS FPL & FPAR F.O. links

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404296
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

MPS EL Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE1

109020200-R8D-8000-W001

out11Twin BNC
Comm N/A

DB_elec
SNS_techMIOC EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B_jmp

9404297
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

MPS RL Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8D-8000-W001

out06Twin BNC
Comm N/A

DB_elec
SNS_techMIOC RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B_jmp

9404441
2MFibPLZCTC

DeVan

MPS spare 
Spare ST

0

8300
119

15S
01

SCL_Diag:HB1Cab01
SCL_Diag:MIOC_BLM2B

SpareST
Comm N/A

DB_elec
SNS_techMPS spare 

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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Device: SCL_HPRF:RPC_IOC15
Descr:

Mfr:
Model:

9404105
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:RPC_NS4B1

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: WTI Model: RPM-10HD

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B_jmp

9404108
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_PS:RPC_IOC5

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B_jmp

Device: SCL_HPRF:TB_MIOC15A1
Descr:

Mfr:
Model:

9404409
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch1 screw term.

0

8300
119

21S
06

SCL_RFC:SCL9Cab02
SCL_LLRF:IOC16b

109020300-R8D-8000-W007

HPM16b174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404410
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch2 screw term.

0

8300
119

21S
06

SCL_RFC:SCL9Cab02
SCL_LLRF:IOC16b

109020300-R8D-8000-W007

HPM16c174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404411
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch3 screw term.

0

8300
119

21S
07

SCL_RFC:SCL9Cab01
SCL_LLRF:IOC16d

109020300-R8D-8000-W007

HPM16d174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404412
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch4 screw term.

0

8300
119

21S
07

SCL_RFC:SCL9Cab01
SCL_LLRF:IOC16d

109020300-R8D-8000-W007

HPM17a174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

Device: SCL_HPRF:TB_MIOC15A2
Descr:

Mfr:
Model:
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9404401
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch1 screw term.

0

8300
119

18S
03

SCL_RFC:SCL8Cab01
SCL_LLRF:IOC14b

109020300-R8D-8000-W007

HPM14b174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404402
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch2 screw term.

0

8300
119

18S
03

SCL_RFC:SCL8Cab01
SCL_LLRF:IOC14b

109020300-R8D-8000-W007

HPM14c174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404403
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch3 screw term.

0

8300
119

18S
02

SCL_RFC:SCL8Cab02
SCL_LLRF:IOC14d

109020300-R8D-8000-W007

HPM14d174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404404
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch4 screw term.

0

8300
119

18S
02

SCL_RFC:SCL8Cab02
SCL_LLRF:IOC14d

109020300-R8D-8000-W007

HPM15a174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404405
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch5 screw term.

0

8300
119

18S
01

SCL_RFC:SCL8Cab03
SCL_LLRF:IOC15b

109020300-R8D-8000-W007

HPM15b174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404406
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch6 screw term.

0

8300
119

18S
01

SCL_RFC:SCL8Cab03
SCL_LLRF:IOC15b

109020300-R8D-8000-W007

HPM15c174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404407
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch7 screw term.

0

8300
119

21S
05

SCL_RFC:SCL9Cab03
SCL_LLRF:IOC15d

109020300-R8D-8000-W007

HPM15d174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404408
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch8 screw term.

0

8300
119

21S
05

SCL_RFC:SCL9Cab03
SCL_LLRF:IOC15d

109020300-R8D-8000-W007

HPM16a174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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Device: SCL_PS:IOC5
Descr: IOC

Mfr:
Model:

9404106
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:NetSw4B1

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Cisco Model: WS-C2950G-

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B_jmp

9404107
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:TSrv4B1

109020100-R8E-8000-W005, J1

08RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B_jmp

9404298
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE1

109020200-R8D-8000-W001

out12Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B_jmp
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9404299
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8D-8000-W001

out07Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B_jmp

9404300
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE1

109020200-R8D-8000-W001

out13Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B_jmp

Device: SCL_PS:MIOC5A
Descr: MPS I/O Chassis

Mfr:
Model:

9404438
2MFibPLZCTC

DeVan

MPS FPL & FPAR F.O. links
FPL /FPAR in ST

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:MIOC18A

FPL/FPAR OutST
Comm N/A

DB_elec
SNS_techMPS FPL & FPAR F.O. links

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404301
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

MPS EL Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE1

109020200-R8D-8000-W001

out14Twin BNC
Comm N/A

DB_elec
SNS_techMIOC EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B_jmp

9404302
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

MPS RL Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8D-8000-W001

out08Twin BNC
Comm N/A

DB_elec
SNS_techMIOC RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B_jmp

9404439
2MFibPLZCTC

DeVan

MPS spare 
Spare ST

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:MIOC18A

SpareST
Comm N/A

DB_elec
SNS_techMPS spare 

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

Device: SCL_PS:RPC_IOC5
Descr:

Mfr:
Model:
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9404117
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

20S
04

SCL_Cryo:HB4Cab01
Cryo_ICS:RPC_IOC55

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404108
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:RPC_IOC15

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B_jmp

Device: SCL_PS:TB_MIOC5A2
Descr:

Mfr:
Model:

9404413
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

Ch1 screw term.

0

8300
119

22S
04

SCL_PS:HB4Cab01
SCL_Mag:PS_QD15

109020300-R8D-8000-W006

MPST3324951
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404414
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

Ch2 screw term.

0

8300
119

22S
04

SCL_PS:HB4Cab01
SCL_Mag:PS_QD16

109020300-R8D-8000-W006

MPST3324951
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404415
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

Ch3 screw term.

0

8300
119

22S
03

SCL_PS:HB4Cab02
SCL_Mag:PS_QD17

109020300-R8D-8000-W006

MPST3324951
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404416
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

Ch4 screw term.

0

8300
119

22S
02

SCL_PS:HB4Cab03
SCL_Mag:PS_DCH17

109020300-R8D-8000-W006

MPST3324951
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404417
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

Ch5 screw term.

0

8300
119

22S
02

SCL_PS:HB4Cab03
SCL_Mag:PS_DCV17

109020300-R8D-8000-W006

MPST3324951
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404418
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8U-
8000-W018

Ch6 screw term.

0

8300
119

20S
07

SCL_Vac:HB4Cab01
SCL_Vac:CtlCh_HB4

109020300-R8U-8000-W018

J500TrimTrioUTG6
Comm N/A

DB_elec
SNS_techVSIL5 MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: SCL vacuum control chassis (by JLAB)
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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From Equip: SCL_Cryo:HB4Cab01
Room: 119 Row: Psn: 0420S

Device: Cryo_ICS:IOC55
Descr:

Mfr:
Model:

9404116
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:TSrv4B1

109020100-R8E-8000-W005, J1

09RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404305
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404303
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE1

109020200-R8D-8000-W001

out15Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B
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9404304
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8D-8000-W001

out09Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B

Device: Cryo_ICS:PL_IOC55
Descr:

Mfr:
Model:

9404111
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-03 CAT-5e minicom

0

8300

133
Lin_ICS:CR5_Cab02
Lin_ICS:PL5205

TIA-568A

5205-03CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for cryo sw, CAT 5e, 24 
ports

Mfr: Panduit Model: CPPL24WBL

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4B

9404112
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-04 CAT-5e minicom

0

8300

133
Lin_ICS:CR5_Cab02
Lin_ICS:PL5205

TIA-568A

5205-04CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for cryo sw, CAT 5e, 24 
ports

Mfr: Panduit Model: CPPL24WBL

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4B
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9404113
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-05 CAT-5e minicom

0

8300

133
Lin_ICS:CR5_Cab02
Lin_ICS:PL5205

TIA-568A

5205-05CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for cryo sw, CAT 5e, 24 
ports

Mfr: Panduit Model: CPPL24WBL

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4B

9404114
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-06 CAT-5e minicom

0

8300

133
Lin_ICS:CR5_Cab02
Lin_ICS:PL5205

TIA-568A

5205-06CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for cryo sw, CAT 5e, 24 
ports

Mfr: Panduit Model: CPPL24WBL

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4B

9404115
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-07 CAT-5e minicom

0

8300

133
Lin_ICS:CR5_Cab02
Lin_ICS:PL5205

TIA-568A

5205-07CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for cryo sw, CAT 5e, 24 
ports

Mfr: Panduit Model: CPPL24WBL

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4B

Device: Cryo_ICS:RPC_IOC55
Descr:

Mfr:
Model:
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9404117
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_PS:RPC_IOC5

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404083
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

18S
03

SCL_RFC:SCL8Cab01
SCL_LLRF:RPC_IOC14b

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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From Equip: SCL_Tun:HB4Cab05
Room: 119 Row: Psn: 0420S

Device: SCL_Tun:Jbx_RIO55
Descr:

Mfr:
Model:

9404109
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-22 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-22CAT-5e minicom
Comm N/A

DB_elec
SNS_techBeckoff I/O Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404110
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-23 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-23CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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From Equip: SCL_Vac:HB4Cab01
Room: 119 Row: Psn: 0720S

Device: SCL_Vac:CtlCh_HB4
Descr: SCL vacuum control chassis (by JLAB)

Mfr:
Model:

9404418
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8U-
8000-W018

J500 TrimTrioUTG6

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_PS:TB_MIOC5A2

109020300-R8U-8000-W018

Ch6screw term.
Comm N/A

DB_elec
SNS_techVSIL5 MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

Device: SCL_Vac:Jbx_Cab_HB0401
Descr:

Mfr:
Model:

9404120
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-26 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-26CAT-5e minicom
Comm N/A

DB_elec
SNS_techGeneral Use Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404121
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-27 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-27CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

Device: SCL_Vac:Jbx_RIO_HB4
Descr:

Mfr:
Model:

9404118
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-24 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-24CAT-5e minicom
Comm N/A

DB_elec
SNS_techBeckoff I/O Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404119
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-25 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-25CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

Device: SCL_Vac:TB_HB4
Descr:

Mfr:
Model:
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9404377
2P20OS3V

DeVan

Vac Sys RS-485

109040000-R8U-
8300-W025

01-05 term blk

0

8300
119

02S
07

SCL_RFC:SCL1Cab01
SCL_Vac:TB_IOC1

109040000-R8U-8300-W025

41-45term blk
Comm

Link to Vac Controller (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal strip
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404378
2P20OS3V

DeVan

Vac Sys RS-485

109040000-R8U-
8300-W025

06-10 term blk

0

8300
119

02S
07

SCL_RFC:SCL1Cab01
SCL_Vac:TB_IOC1

109040000-R8U-8300-W025

46-50term blk
Comm

Link to Vac Controller (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal strip
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404456
2P20OS3V

DeVan

Vac Sys RS-485

Spare/TBD

spare term blk

0

8300
119

02S
07

SCL_RFC:SCL1Cab01
SCL_Vac:TB_IOC1

Spare/TBD

spareterm blk
Comm

Link to Vac Controller (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal strip
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404455
2P20OS3V

DeVan

Vac Sys RS-485

Spare/TBD

spare term blk

0

8300
119

02S
07

SCL_RFC:SCL1Cab01
SCL_Vac:TB_IOC1

Spare/TBD

spareterm blk
Comm

Link to Vac Controller (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal strip
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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From Equip: SCL_TR:SCL9Cab04
Room: 119 Row: Psn: 0121S

Device: SCL_RF:Jbx_PLC9
Descr:

Mfr:
Model:

9404143
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-37 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-37CAT-5e minicom
Comm N/A

DB_elec
SNS_techPLC Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404144
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-38 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-38CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

Page 192 of 291From Bldg: 8300 From Equip: SCL_TR:SCL9Cab04 From Device: SCL_RF:Jbx_PLC9All SCL CR4 Comm Cables - 07/22/04 From Row: 21S From Psn.: 01



From Equip: SCL_RFC:SCL9Cab03
Room: 119 Row: Psn: 0521S

Device: SCL_LLRF:IOC15d
Descr:

Mfr:
Model:

9404141
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:TSrv4B1

109020100-R8E-8000-W005, J1

12RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404407
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM15d 174817

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:TB_MIOC15A2

109020300-R8D-8000-W007

Ch7screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404408
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM16a 174817

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:TB_MIOC15A2

109020300-R8D-8000-W007

Ch8screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404317
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404314
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE2

109020200-R8D-8000-W001

out04Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B

9404315
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8D-8000-W001

out12Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B

9404316
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE2

109020200-R8D-8000-W001

out05Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B
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Device: SCL_LLRF:PL_IOC15d
Descr:

Mfr:
Model:

9404138
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-34 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-34CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404139
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-35 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-35CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404140
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-36 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-36CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

Device: SCL_LLRF:RPC_IOC15d
Descr:

Mfr:
Model:
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9404142
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

21S
06

SCL_RFC:SCL9Cab02
SCL_LLRF:RPC_IOC16b

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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From Equip: SCL_RFC:SCL9Cab02
Room: 119 Row: Psn: 0621S

Device: SCL_LLRF:IOC16b
Descr:

Mfr:
Model:

9404136
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:TSrv4B1

109020100-R8E-8000-W005, J1

11RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404409
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM16b 174817

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:TB_MIOC15A1

109020300-R8D-8000-W007

Ch1screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404410
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM16c 174817

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:TB_MIOC15A1

109020300-R8D-8000-W007

Ch2screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404313
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404310
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE2

109020200-R8D-8000-W001

out02Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B

9404311
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8D-8000-W001

out11Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B

9404312
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE2

109020200-R8D-8000-W001

out03Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B
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Device: SCL_LLRF:PL_IOC16b
Descr:

Mfr:
Model:

9404133
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-31 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-31CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404134
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-32 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-32CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404135
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-33 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-33CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

Device: SCL_LLRF:RPC_IOC16b
Descr:

Mfr:
Model:
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9404142
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

21S
05

SCL_RFC:SCL9Cab03
SCL_LLRF:RPC_IOC15d

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404137
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

21S
07

SCL_RFC:SCL9Cab01
SCL_LLRF:RPC_IOC16d

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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From Equip: SCL_RFC:SCL9Cab01
Room: 119 Row: Psn: 0721S

Device: SCL_LLRF:IOC16d
Descr:

Mfr:
Model:

9404131
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:TSrv4B1

109020100-R8E-8000-W005, J1

10RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404411
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM16d 174817

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:TB_MIOC15A1

109020300-R8D-8000-W007

Ch3screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404412
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM17a 174817

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_HPRF:TB_MIOC15A1

109020300-R8D-8000-W007

Ch4screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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9404309
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404306
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE1

109020200-R8D-8000-W001

out16Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B

9404307
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BR1

109020200-R8D-8000-W001

out10Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4B

9404308
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:Fanout4BE2

109020200-R8D-8000-W001

out01Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4B
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Device: SCL_LLRF:PL_IOC16d
Descr:

Mfr:
Model:

9404128
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-28 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-28CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404129
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-29 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-29CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404130
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-30 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-30CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

Device: SCL_LLRF:RPC_IOC16d
Descr:

Mfr:
Model:
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9404132
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

18S
01

SCL_RFC:SCL8Cab03
SCL_LLRF:RPC_IOC15b

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404137
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

21S
06

SCL_RFC:SCL9Cab02
SCL_LLRF:RPC_IOC16b

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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From Equip: SCL_MEC:SCL10Cab01
Room: 119 Row: Psn: 0122S

Device: SCL_HPRF:Jbx_PLC10
Descr:

Mfr:
Model:

9404145
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-39 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-39CAT-5e minicom
Comm N/A

DB_elec
SNS_techPLC Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

9404146
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4B02-40 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-40CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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From Equip: SCL_PS:HB4Cab03
Room: 119 Row: Psn: 0222S

Device: SCL_Mag:PS_DCH17
Descr:

Mfr:
Model:

9404416
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

MPS T3324951

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_PS:TB_MIOC5A2

109020300-R8D-8000-W006

Ch4screw term.
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

Device: SCL_Mag:PS_DCV17
Descr:

Mfr:
Model:

9404417
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

MPS T3324951

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_PS:TB_MIOC5A2

109020300-R8D-8000-W006

Ch5screw term.
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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From Equip: SCL_PS:HB4Cab02
Room: 119 Row: Psn: 0322S

Device: SCL_Mag:PS_QD17
Descr:

Mfr:
Model:

9404415
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

MPS T3324951

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_PS:TB_MIOC5A2

109020300-R8D-8000-W006

Ch3screw term.
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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From Equip: SCL_PS:HB4Cab01
Room: 119 Row: Psn: 0422S

Device: SCL_Mag:PS_QD15
Descr:

Mfr:
Model:

9404413
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

MPS T3324951

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_PS:TB_MIOC5A2

109020300-R8D-8000-W006

Ch1screw term.
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B

Device: SCL_Mag:PS_QD16
Descr:

Mfr:
Model:

9404414
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

MPS T3324951

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_PS:TB_MIOC5A2

109020300-R8D-8000-W006

Ch2screw term.
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4B
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From Equip: SCL_RFC:SCL10Cab03
Room: 119 Row: Psn: 0123S

Device: SCL_LLRF:IOC17b
Descr:

Mfr:
Model:

9404160
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:TSrv4C1

109020100-R8E-8000-W005, J1

06RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404419
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM17b 174817

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:TB_MIOC18A2

109020300-R8D-8000-W007

Ch1screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404420
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM17c 174817

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:TB_MIOC18A2

109020300-R8D-8000-W007

Ch2screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404336
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404333
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE1

109020200-R8D-8000-W001

out07Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C

9404334
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8D-8000-W001

out04Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C

9404335
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE1

109020200-R8D-8000-W001

out08Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C
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Device: SCL_LLRF:PL_IOC17b
Descr:

Mfr:
Model:

9404157
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-13 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-13CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404158
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-14 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-14CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404159
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-15 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-15CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

Device: SCL_LLRF:RPC_IOC17b
Descr:

Mfr:
Model:
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9404196
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

26S
07

SCL_RFC:SCL11Cab01
SCL_LLRF:RPC_IOC19c

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404161
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

23S
02

SCL_RFC:SCL10Cab02
SCL_LLRF:RPC_IOC17d

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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From Equip: SCL_RFC:SCL10Cab02
Room: 119 Row: Psn: 0223S

Device: SCL_LLRF:IOC17d
Descr:

Mfr:
Model:

9404155
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:TSrv4C1

109020100-R8E-8000-W005, J1

05RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404421
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM17d 174817

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:TB_MIOC18A2

109020300-R8D-8000-W007

Ch3screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404422
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM18a 174817

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:TB_MIOC18A2

109020300-R8D-8000-W007

Ch4screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404332
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404329
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE1

109020200-R8D-8000-W001

out05Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C

9404330
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8D-8000-W001

out03Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C

9404331
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE1

109020200-R8D-8000-W001

out06Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C
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Device: SCL_LLRF:PL_IOC17d
Descr:

Mfr:
Model:

9404152
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-10 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-10CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404153
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-11 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-11CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404154
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-12 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-12CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

Device: SCL_LLRF:RPC_IOC17d
Descr:

Mfr:
Model:
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9404161
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

23S
01

SCL_RFC:SCL10Cab03
SCL_LLRF:RPC_IOC17b

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404156
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

23S
03

SCL_RFC:SCL10Cab01
SCL_LLRF:RPC_IOC18b

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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From Equip: SCL_RFC:SCL10Cab01
Room: 119 Row: Psn: 0323S

Device: SCL_LLRF:IOC18b
Descr:

Mfr:
Model:

9404150
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:TSrv4C1

109020100-R8E-8000-W005, J1

04RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404423
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM18b 174817

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:TB_MIOC18A2

109020300-R8D-8000-W007

Ch5screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404328
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404325
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE1

109020200-R8D-8000-W001

out03Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C

9404326
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8D-8000-W001

out02Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C

9404327
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE1

109020200-R8D-8000-W001

out04Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C

Device: SCL_LLRF:PL_IOC18b
Descr:

Mfr:
Model:
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9404147
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-07 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-07CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404148
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-08 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-08CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404149
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-09 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-09CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

Device: SCL_LLRF:RPC_IOC18b
Descr:

Mfr:
Model:
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9404151
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

25S
04

SCL_Cryo:HB7Cab01
Cryo_ICS:RPC_IOC56

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404156
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

23S
02

SCL_RFC:SCL10Cab02
SCL_LLRF:RPC_IOC17d

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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From Equip: SCL_TR:SCL10Cab04
Room: 119 Row: Psn: 0224S

Device: SCL_RF:Jbx_PLC10
Descr:

Mfr:
Model:

9404162
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-16 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-16CAT-5e minicom
Comm N/A

DB_elec
SNS_techPLC Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404163
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-17 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-17CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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From Equip: SCL_Diag:HB7Cab01
Room: 119 Row: Psn: 0125S

Device: Lin_ICS:Fanout4CE3
Descr: Event link fanout, 1-to-16

Mfr: Brookhaven National Laborator
Model: fanout

9404322
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Input Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE1

109020200-R8D-8000-W001

out02Twin BNC
Comm N/A

DB_elec
SNS_techUplink to 4CE1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C

Device: Lin_ICS:Fanout4CR3
Descr: RTDL fanout, 1-to-16

Mfr: Brookhaven National Laborator
Model: fanout

9404323
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Input Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8D-8000-W001

out01Twin BNC
Comm N/A

DB_elec
SNS_techUplink to 4CR1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C
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9404324
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected, Spare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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From Equip: SCL_Diag:HB7Cab02
Room: 119 Row: Psn: 0225S

Device: Lin_ICS:Jbx_NS4C2
Descr:

Mfr:
Model:

9404164
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-05 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-05CAT-5e minicom
Comm N/A

DB_elec
SNS_techUplink - Diag NetSw

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404165
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-06 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-06CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare -Diag NetSw

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

Device: Lin_ICS:NetSw4C2
Descr:

Mfr: Cisco
Model: WS-2950-24
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9404166
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W006, J2

Console Port RJ-45

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:TSrv4C1

109020100-R8E-8000-W006, J1

03RJ-45
Comm N/A

DB_elec
SNS_techConsole Port on NS (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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From Equip: SCL_Ctl:HB7Cab01
Room: 119 Row: Psn: 0325S

Device: Lin_ICS:Fanout4CE1
Descr: Event link fanout, 1-to-16

Mfr: Brookhaven National Laborator
Model: fanout

9404318
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Input Twin BNC

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:Fanout4E1

109020200-R8D-8000-W001

out03Twin BNC
Comm N/A

DB_elec
SNS_techBH Uplink to Fanout in CR

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C

9404321
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out01 Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE2

109020200-R8E-8000-W001

InputTwin BNC
Comm N/A

DB_elec
SNS_techUplink to 4CE1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C_jmp

9404322
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out02 Twin BNC

0

8300
119

25S
01

SCL_Diag:HB7Cab01
Lin_ICS:Fanout4CE3

109020200-R8E-8000-W001

InputTwin BNC
Comm N/A

DB_elec
SNS_techUplink to 4CE1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C
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9404325
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out03 Twin BNC

0

8300
119

23S
03

SCL_RFC:SCL10Cab01
SCL_LLRF:IOC18b

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C

9404327
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out04 Twin BNC

0

8300
119

23S
03

SCL_RFC:SCL10Cab01
SCL_LLRF:IOC18b

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C

9404329
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out05 Twin BNC

0

8300
119

23S
02

SCL_RFC:SCL10Cab02
SCL_LLRF:IOC17d

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C

9404331
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out06 Twin BNC

0

8300
119

23S
02

SCL_RFC:SCL10Cab02
SCL_LLRF:IOC17d

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C
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9404333
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out07 Twin BNC

0

8300
119

23S
01

SCL_RFC:SCL10Cab03
SCL_LLRF:IOC17b

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C

9404335
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out08 Twin BNC

0

8300
119

23S
01

SCL_RFC:SCL10Cab03
SCL_LLRF:IOC17b

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C

9404337
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out09 Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:IOC18

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C_jmp

9404339
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out10 Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:IOC18

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C_jmp
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9404341
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out11 Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:MIOC18A

109020200-R8E-8000-W001

MPS ELTwin BNC
Comm N/A

DB_elec
SNS_techMIOC EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C_jmp

9404343
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out12 Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_PS:IOC6

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C_jmp

9404345
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out13 Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_PS:IOC6

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C_jmp

9404346
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out14 Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_PS:MIOC6A

109020200-R8E-8000-W001

MPS ELTwin BNC
Comm N/A

DB_elec
SNS_techMIOC EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C_jmp
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9404349
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out16 Twin BNC

0

8300
119

25S
04

SCL_Cryo:HB7Cab01
Cryo_ICS:IOC56

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C

Device: Lin_ICS:Fanout4CE2
Descr: Event link fanout, 1-to-16

Mfr: Brookhaven National Laborator
Model: fanout

9404321
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Input Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE1

109020200-R8D-8000-W001

out01Twin BNC
Comm N/A

DB_elec
SNS_techUplink to 4CE1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C_jmp

9404352
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out01 Twin BNC

0

8300
119

26S
07

SCL_RFC:SCL11Cab01
SCL_LLRF:IOC19c

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C
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9404354
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out02 Twin BNC

0

8300
119

26S
07

SCL_RFC:SCL11Cab01
SCL_LLRF:IOC19c

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C

9404356
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out03 Twin BNC

0

8300
119

26S
06

SCL_RFC:SCL11Cab02
SCL_LLRF:IOC19a

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C

9404358
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out04 Twin BNC

0

8300
119

26S
06

SCL_RFC:SCL11Cab02
SCL_LLRF:IOC19a

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C

9404360
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out05 Twin BNC

0

8300
119

26S
05

SCL_RFC:SCL11Cab03
SCL_LLRF:IOC18c

109020200-R8E-8000-W001

Util_ELTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C
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9404362
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8D-
8000-W001

out06 Twin BNC

0

8300
119

26S
05

SCL_RFC:SCL11Cab03
SCL_LLRF:IOC18c

109020200-R8E-8000-W001

V124Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C

Device: Lin_ICS:Fanout4CR1
Descr: RTDL fanout, 1-to-16

Mfr: Brookhaven National Laborator
Model: fanout

9404319
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Input Twin BNC

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:Fanout4R1

109020200-R8D-8000-W001

out03Twin BNC
Comm N/A

DB_elec
SNS_techBH Uplink to Fanout in CR

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C

9404324
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

25S
01

SCL_Diag:HB7Cab01
Lin_ICS:Fanout4CR3

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected, Spare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404351
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

25S
04

SCL_Cryo:HB7Cab01
Cryo_ICS:IOC56

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404340
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:IOC18

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C_jmp_s

9404336
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

23S
01

SCL_RFC:SCL10Cab03
SCL_LLRF:IOC17b

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404332
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

23S
02

SCL_RFC:SCL10Cab02
SCL_LLRF:IOC17d

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404328
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

23S
03

SCL_RFC:SCL10Cab01
SCL_LLRF:IOC18b

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404359
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

26S
06

SCL_RFC:SCL11Cab02
SCL_LLRF:IOC19a

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404320
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:Fanout4R1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected, Spare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404363
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

26S
05

SCL_RFC:SCL11Cab03
SCL_LLRF:IOC18c

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404355
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8D-
8000-W001

N/C-spare Twin BNC

0

8300
119

26S
07

SCL_RFC:SCL11Cab01
SCL_LLRF:IOC19c

109020200-R8E-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404323
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out01 Twin BNC

0

8300
119

25S
01

SCL_Diag:HB7Cab01
Lin_ICS:Fanout4CR3

109020200-R8E-8000-W001

InputTwin BNC
Comm N/A

DB_elec
SNS_techUplink to 4CR1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C

9404326
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out02 Twin BNC

0

8300
119

23S
03

SCL_RFC:SCL10Cab01
SCL_LLRF:IOC18b

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C

9404330
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out03 Twin BNC

0

8300
119

23S
02

SCL_RFC:SCL10Cab02
SCL_LLRF:IOC17d

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C
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9404334
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out04 Twin BNC

0

8300
119

23S
01

SCL_RFC:SCL10Cab03
SCL_LLRF:IOC17b

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C

9404338
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out05 Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:IOC18

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C_jmp

9404342
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out06 Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:MIOC18A

109020200-R8E-8000-W001

MPS RLTwin BNC
Comm N/A

DB_elec
SNS_techMIOC RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C_jmp

9404344
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out07 Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_PS:IOC6

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C_jmp
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9404347
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out08 Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_PS:MIOC6A

109020200-R8E-8000-W001

MPS RLTwin BNC
Comm N/A

DB_elec
SNS_techMIOC RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C_jmp

9404350
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out09 Twin BNC

0

8300
119

25S
04

SCL_Cryo:HB7Cab01
Cryo_ICS:IOC56

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C

9404353
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out10 Twin BNC

0

8300
119

26S
07

SCL_RFC:SCL11Cab01
SCL_LLRF:IOC19c

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C

9404357
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out11 Twin BNC

0

8300
119

26S
06

SCL_RFC:SCL11Cab02
SCL_LLRF:IOC19a

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C
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9404361
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8D-
8000-W001

out12 Twin BNC

0

8300
119

26S
05

SCL_RFC:SCL11Cab03
SCL_LLRF:IOC18c

109020200-R8E-8000-W001

Util_RLTwin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C

Device: Lin_ICS:NetSw4C1
Descr:

Mfr: Cisco
Model: WS-C2950G-48-EI

9404174
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_PS:IOC6

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C_jmp

9404171
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:IOC18

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C_jmp_s
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9404170
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:IOC18

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C_jmp_s

9404169
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:IOC18

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C_jmp

9404167
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W006, J2

Console Port RJ-45

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:TSrv4C1

109020100-R8E-8000-W006, J1

02RJ-45
Comm N/A

DB_elec
SNS_techConsole Port on NS (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C_jmp

Device: Lin_ICS:PL4C01
Descr: Connector housing, fiber optic

Mfr: Corning
Model: CCH-01U
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9404367
0S12MFibTBTC

DeVan

ICS Network
4C01-A SC

0

8300

128
Lin_ICS:CR4_Cab02
Lin_ICS:PL4203

4203-DSC
Comm

Fiber Uplink for NS and Fanouts

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Connector housing, F.O., for local gbit 
distrib

Mfr: Corning Model: CCH-02U

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4C

Device: Lin_ICS:PL4C02
Descr: Patch panel, for CA sw, CAT 5e, 48 ports

Mfr: Panduit
Model: CPPL48WBL

9404372
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-01 CAT-5e minicom

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:PL4204

TIA-568A

4204-23CAT-5e minicom
Comm N/A

DB_elec
SNS_techSniffer Channel - NetSw4C1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 24 ports
Mfr: Panduit Model: CPPL24WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404373
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-02 CAT-5e minicom

0

8300
128
Lin_ICS:CR4_Cab02
Lin_ICS:PL4204

TIA-568A

4204-24CAT-5e minicom
Comm N/A

DB_elec
SNS_techSniffer Channel Spare - NetSw4C1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 24 ports
Mfr: Panduit Model: CPPL24WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404124
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-03 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-07CAT-5e minicom
Comm N/A

DB_elec
SNS_techTSrv e/net

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404125
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-04 CAT-5e minicom

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
Lin_ICS:PL4B02

TIA-568A

4B02-08CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404164
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-05 CAT-5e minicom

0

8300
119

25S
02

SCL_Diag:HB7Cab02
Lin_ICS:Jbx_NS4C2

TIA-568A

4C02-05CAT-5e minicom
Comm N/A

DB_elec
SNS_techUplink - Diag NetSw

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404165
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-06 CAT-5e minicom

0

8300
119

25S
02

SCL_Diag:HB7Cab02
Lin_ICS:Jbx_NS4C2

TIA-568A

4C02-06CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare -Diag NetSw

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404147
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-07 CAT-5e minicom

0

8300
119

23S
03

SCL_RFC:SCL10Cab01
SCL_LLRF:PL_IOC18b

TIA-568A

4C02-07CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404148
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-08 CAT-5e minicom

0

8300
119

23S
03

SCL_RFC:SCL10Cab01
SCL_LLRF:PL_IOC18b

TIA-568A

4C02-08CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404149
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-09 CAT-5e minicom

0

8300
119

23S
03

SCL_RFC:SCL10Cab01
SCL_LLRF:PL_IOC18b

TIA-568A

4C02-09CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404152
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-10 CAT-5e minicom

0

8300
119

23S
02

SCL_RFC:SCL10Cab02
SCL_LLRF:PL_IOC17d

TIA-568A

4C02-10CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404153
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-11 CAT-5e minicom

0

8300
119

23S
02

SCL_RFC:SCL10Cab02
SCL_LLRF:PL_IOC17d

TIA-568A

4C02-11CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404154
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-12 CAT-5e minicom

0

8300
119

23S
02

SCL_RFC:SCL10Cab02
SCL_LLRF:PL_IOC17d

TIA-568A

4C02-12CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404157
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-13 CAT-5e minicom

0

8300
119

23S
01

SCL_RFC:SCL10Cab03
SCL_LLRF:PL_IOC17b

TIA-568A

4C02-13CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404158
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-14 CAT-5e minicom

0

8300
119

23S
01

SCL_RFC:SCL10Cab03
SCL_LLRF:PL_IOC17b

TIA-568A

4C02-14CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404159
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-15 CAT-5e minicom

0

8300
119

23S
01

SCL_RFC:SCL10Cab03
SCL_LLRF:PL_IOC17b

TIA-568A

4C02-15CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404162
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-16 CAT-5e minicom

0

8300
119

24S
02

SCL_TR:SCL10Cab04
SCL_RF:Jbx_PLC10

TIA-568A

4C02-16CAT-5e minicom
Comm N/A

DB_elec
SNS_techPLC Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404163
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-17 CAT-5e minicom

0

8300
119

24S
02

SCL_TR:SCL10Cab04
SCL_RF:Jbx_PLC10

TIA-568A

4C02-17CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404177
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-18 CAT-5e minicom

0

8300
119

25S
04

SCL_Tun:HB7Cab06
SCL_Tun:Jbx_RIO56

TIA-568A

4C02-18CAT-5e minicom
Comm N/A

DB_elec
SNS_techBeckoff I/O Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404178
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-19 CAT-5e minicom

0

8300
119

25S
04

SCL_Tun:HB7Cab06
SCL_Tun:Jbx_RIO56

TIA-568A

4C02-19CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404186
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-20 CAT-5e minicom

0

8300
119

25S
07

SCL_Vac:HB7Cab01
SCL_Vac:Jbx_RIO_HB7

TIA-568A

4C02-20CAT-5e minicom
Comm N/A

DB_elec
SNS_techBeckoff I/O Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404187
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-21 CAT-5e minicom

0

8300
119

25S
07

SCL_Vac:HB7Cab01
SCL_Vac:Jbx_RIO_HB7

TIA-568A

4C02-21CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404188
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-22 CAT-5e minicom

0

8300
119

25S
07

SCL_Vac:HB7Cab01
SCL_Vac:Jbx_Cab_HB0701

TIA-568A

4C02-22CAT-5e minicom
Comm N/A

DB_elec
SNS_techGeneral Use Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404189
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-23 CAT-5e minicom

0

8300
119

25S
07

SCL_Vac:HB7Cab01
SCL_Vac:Jbx_Cab_HB0701

TIA-568A

4C02-23CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404192
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-24 CAT-5e minicom

0

8300
119

26S
07

SCL_RFC:SCL11Cab01
SCL_LLRF:PL_IOC19c

TIA-568A

4C02-24CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404193
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-25 CAT-5e minicom

0

8300
119

26S
07

SCL_RFC:SCL11Cab01
SCL_LLRF:PL_IOC19c

TIA-568A

4C02-25CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404194
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-26 CAT-5e minicom

0

8300
119

26S
07

SCL_RFC:SCL11Cab01
SCL_LLRF:PL_IOC19c

TIA-568A

4C02-26CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404197
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-27 CAT-5e minicom

0

8300
119

26S
06

SCL_RFC:SCL11Cab02
SCL_LLRF:PL_IOC19a

TIA-568A

4C02-27CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404198
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-28 CAT-5e minicom

0

8300
119

26S
06

SCL_RFC:SCL11Cab02
SCL_LLRF:PL_IOC19a

TIA-568A

4C02-28CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404199
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-29 CAT-5e minicom

0

8300
119

26S
06

SCL_RFC:SCL11Cab02
SCL_LLRF:PL_IOC19a

TIA-568A

4C02-29CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404202
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-30 CAT-5e minicom

0

8300
119

26S
05

SCL_RFC:SCL11Cab03
SCL_LLRF:PL_IOC18c

TIA-568A

4C02-30CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404203
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-31 CAT-5e minicom

0

8300
119

26S
05

SCL_RFC:SCL11Cab03
SCL_LLRF:PL_IOC18c

TIA-568A

4C02-31CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404204
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-32 CAT-5e minicom

0

8300
119

26S
05

SCL_RFC:SCL11Cab03
SCL_LLRF:PL_IOC18c

TIA-568A

4C02-32CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404207
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-33 CAT-5e minicom

0

8300
119

26S
01

SCL_TR:SCL11Cab04
SCL_RF:Jbx_PLC11

TIA-568A

4C02-33CAT-5e minicom
Comm N/A

DB_elec
SNS_techPLC Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404208
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-34 CAT-5e minicom

0

8300
119

26S
01

SCL_TR:SCL11Cab04
SCL_RF:Jbx_PLC11

TIA-568A

4C02-34CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404209
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-35 CAT-5e minicom

0

8300
119

27S
02

SCL_MEC:SCL12Cab01
SCL_HPRF:Jbx_PLC12

TIA-568A

4C02-35CAT-5e minicom
Comm N/A

DB_elec
SNS_techPLC Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404210
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-36 CAT-5e minicom

0

8300
119

27S
02

SCL_MEC:SCL12Cab01
SCL_HPRF:Jbx_PLC12

TIA-568A

4C02-36CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

Device: Lin_ICS:RPC_NS4C1
Descr:

Mfr: WTI
Model: RPM-10HD

9404168
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W003, J2

DB9 adapter RJ-45

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:TSrv4C1

109020100-R8E-8000-W006, J1

01RJ-45
Comm N/A

DB_elec
DB_elecRPC (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C_jmp
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9404173
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:RPC_IOC18

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C_jmp

Device: Lin_ICS:TSrv4C1
Descr: Terminal Server

Mfr: Digi
Model: PortServerTS16

9404168
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W006, J1

01 RJ-45

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:RPC_NS4C1

109020100-R8E-8000-W003, J2

DB9 adapterRJ-45
Comm N/A

DB_elec
DB_elecRPC (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: WTI Model: RPM-10HD

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C_jmp

9404167
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W006, J1

02 RJ-45

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:NetSw4C1

109020100-R8E-8000-W006, J2

Console PortRJ-45
Comm N/A

DB_elec
SNS_techConsole Port on NS (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Cisco Model: WS-C2950G-

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C_jmp
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9404166
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W006, J1

03 RJ-45

0

8300
119

25S
02

SCL_Diag:HB7Cab02
Lin_ICS:NetSw4C2

109020100-R8E-8000-W006, J2

Console PortRJ-45
Comm N/A

DB_elec
SNS_techConsole Port on NS (RS-232)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Cisco Model: WS-2950-24

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404150
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

04 RJ-45

0

8300
119

23S
03

SCL_RFC:SCL10Cab01
SCL_LLRF:IOC18b

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404155
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

05 RJ-45

0

8300
119

23S
02

SCL_RFC:SCL10Cab02
SCL_LLRF:IOC17d

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404160
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

06 RJ-45

0

8300
119

23S
01

SCL_RFC:SCL10Cab03
SCL_LLRF:IOC17b

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404172
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

07 RJ-45

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:IOC18

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: IOC
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C_jmp

9404175
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

08 RJ-45

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_PS:RPC_IOC6

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C_jmp

9404184
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

09 RJ-45

0

8300
119

25S
04

SCL_Cryo:HB7Cab01
Cryo_ICS:IOC56

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404195
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

10 RJ-45

0

8300
119

26S
07

SCL_RFC:SCL11Cab01
SCL_LLRF:IOC19c

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404200
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

11 RJ-45

0

8300
119

26S
06

SCL_RFC:SCL11Cab02
SCL_LLRF:IOC19a

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404205
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J1

12 RJ-45

0

8300
119

26S
05

SCL_RFC:SCL11Cab03
SCL_LLRF:IOC18c

109020100-R8E-8000-W005, J2

Debug PortRJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

Device: SCL_HPRF:IOC18
Descr: IOC

Mfr:
Model:

9404170
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:NetSw4C1

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Cisco Model: WS-C2950G-

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C_jmp_s
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9404169
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:NetSw4C1

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Cisco Model: WS-C2950G-

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C_jmp

9404171
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:NetSw4C1

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Cisco Model: WS-C2950G-

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C_jmp_s

9404172
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:TSrv4C1

109020100-R8E-8000-W005, J1

07RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C_jmp

9404340
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C_jmp_s
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9404337
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE1

109020200-R8D-8000-W001

out09Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C_jmp

9404338
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8D-8000-W001

out05Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C_jmp

9404339
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE1

109020200-R8D-8000-W001

out10Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C_jmp

Device: SCL_HPRF:MIOC18A
Descr: MPS I/O Chassis

Mfr:
Model:
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9404438
2MFibPLZCTC

DeVan

MPS FPL & FPAR F.O. links
FPL/FPAR Out ST

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_PS:MIOC5A

FPL /FPAR inST
Comm N/A

DB_elec
SNS_techMPS FPL & FPAR F.O. links

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404341
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

MPS EL Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE1

109020200-R8D-8000-W001

out11Twin BNC
Comm N/A

DB_elec
SNS_techMIOC EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C_jmp

9404342
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

MPS RL Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8D-8000-W001

out06Twin BNC
Comm N/A

DB_elec
SNS_techMIOC RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C_jmp

9404439
2MFibPLZCTC

DeVan

MPS spare 
Spare ST

0

8300
119

20S
03

SCL_Ctl:HB4Cab01
SCL_PS:MIOC5A

SpareST
Comm N/A

DB_elec
SNS_techMPS spare 

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: MPS I/O Chassis
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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Device: SCL_HPRF:RPC_IOC18
Descr:

Mfr:
Model:

9404176
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_PS:RPC_IOC6

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C_jmp

9404173
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:RPC_NS4C1

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: WTI Model: RPM-10HD

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C_jmp

Device: SCL_HPRF:TB_MIOC18A1
Descr:

Mfr:
Model:

9404427
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch1 screw term.

0

8300
119

26S
06

SCL_RFC:SCL11Cab02
SCL_LLRF:IOC19a

109020300-R8D-8000-W007

HPM19b174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

Page 257 of 291From Bldg: 8300 From Equip: SCL_Ctl:HB7Cab01 From Device: SCL_HPRF:TB_MIOC18A1All SCL CR4 Comm Cables - 07/22/04 From Row: 25S From Psn.: 03



9404428
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch2 screw term.

0

8300
119

26S
07

SCL_RFC:SCL11Cab01
SCL_LLRF:IOC19c

109020300-R8D-8000-W007

HPM19c174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404429
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch3 screw term.

0

8300
119

26S
07

SCL_RFC:SCL11Cab01
SCL_LLRF:IOC19c

109020300-R8D-8000-W007

HPM19d174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

Device: SCL_HPRF:TB_MIOC18A2
Descr:

Mfr:
Model:

9404419
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch1 screw term.

0

8300
119

23S
01

SCL_RFC:SCL10Cab03
SCL_LLRF:IOC17b

109020300-R8D-8000-W007

HPM17b174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404420
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch2 screw term.

0

8300
119

23S
01

SCL_RFC:SCL10Cab03
SCL_LLRF:IOC17b

109020300-R8D-8000-W007

HPM17c174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404421
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch3 screw term.

0

8300
119

23S
02

SCL_RFC:SCL10Cab02
SCL_LLRF:IOC17d

109020300-R8D-8000-W007

HPM17d174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404422
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch4 screw term.

0

8300
119

23S
02

SCL_RFC:SCL10Cab02
SCL_LLRF:IOC17d

109020300-R8D-8000-W007

HPM18a174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404423
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch5 screw term.

0

8300
119

23S
03

SCL_RFC:SCL10Cab01
SCL_LLRF:IOC18b

109020300-R8D-8000-W007

HPM18b174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404424
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch6 screw term.

0

8300
119

26S
05

SCL_RFC:SCL11Cab03
SCL_LLRF:IOC18c

109020300-R8D-8000-W007

HPM18c174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404425
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch7 screw term.

0

8300
119

26S
05

SCL_RFC:SCL11Cab03
SCL_LLRF:IOC18c

109020300-R8D-8000-W007

HPM18d174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404426
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

Ch8 screw term.

0

8300
119

26S
06

SCL_RFC:SCL11Cab02
SCL_LLRF:IOC19a

109020300-R8D-8000-W007

HPM19a174817
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

Device: SCL_PS:IOC6
Descr: IOC

Mfr:
Model:
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9404174
4PR24Cat5e

DeVan

ICS Network

TIA-568A

10/100BASE-T CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:NetSw4C1

TIA-568A

10/100BASE-TCAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Cisco Model: WS-C2950G-

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C_jmp

9404343
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE1

109020200-R8D-8000-W001

out12Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C_jmp

9404344
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8D-8000-W001

out07Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C_jmp

9404345
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE1

109020200-R8D-8000-W001

out13Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C_jmp
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Device: SCL_PS:MIOC6A
Descr: MPS I/O Chassis

Mfr:
Model:

9404346
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

MPS EL Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE1

109020200-R8D-8000-W001

out14Twin BNC
Comm N/A

DB_elec
SNS_techMIOC EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C_jmp

9404347
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

MPS RL Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8D-8000-W001

out08Twin BNC
Comm N/A

DB_elec
SNS_techMIOC RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C_jmp

Device: SCL_PS:RPC_IOC6
Descr:

Mfr:
Model:

9404175
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:TSrv4C1

109020100-R8E-8000-W005, J1

08RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C_jmp
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9404176
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:RPC_IOC18

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C_jmp

9404185
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

25S
04

SCL_Cryo:HB7Cab01
Cryo_ICS:RPC_IOC56

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

Device: SCL_PS:TB_MIOC6A2
Descr:

Mfr:
Model:

9404430
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

Ch1 screw term.

0

8300
119

27S
04

SCL_PS:HB7Cab01
SCL_Mag:PS_QD18

109020300-R8D-8000-W006

MPST3324951
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404431
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

Ch2 screw term.

0

8300
119

27S
04

SCL_PS:HB7Cab01
SCL_Mag:PS_QD19

109020300-R8D-8000-W006

MPST3324951
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404432
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

Ch3 screw term.

0

8300
119

27S
03

SCL_PS:HB7Cab02
SCL_Mag:PS_DCH18

109020300-R8D-8000-W006

MPST3324951
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404433
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

Ch4 screw term.

0

8300
119

27S
03

SCL_PS:HB7Cab02
SCL_Mag:PS_DCV18

109020300-R8D-8000-W006

MPST3324951
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404434
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8U-
8000-W018

Ch5 screw term.

0

8300
119

25S
07

SCL_Vac:HB7Cab01
SCL_Vac:CtlCh_HB7

109020300-R8U-8000-W018

J500TrimTrioUTG6
Comm N/A

DB_elec
SNS_techVSIL6 MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: SCL vacuum control chassis (by JLAB)
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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From Equip: SCL_Cryo:HB7Cab01
Room: 119 Row: Psn: 0425S

Device: Cryo_ICS:IOC56
Descr:

Mfr:
Model:

9404184
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:TSrv4C1

109020100-R8E-8000-W005, J1

09RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404351
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404349
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE1

109020200-R8D-8000-W001

out16Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C
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9404350
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8D-8000-W001

out09Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C

Device: Cryo_ICS:PL_IOC56
Descr:

Mfr:
Model:

9404179
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-10 CAT-5e minicom

0

8300

133
Lin_ICS:CR5_Cab02
Lin_ICS:PL5205

TIA-568A

5205-10CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for cryo sw, CAT 5e, 24 
ports

Mfr: Panduit Model: CPPL24WBL

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4C

9404180
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-11 CAT-5e minicom

0

8300

133
Lin_ICS:CR5_Cab02
Lin_ICS:PL5205

TIA-568A

5205-11CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for cryo sw, CAT 5e, 24 
ports

Mfr: Panduit Model: CPPL24WBL

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4C
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9404181
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-12 CAT-5e minicom

0

8300

133
Lin_ICS:CR5_Cab02
Lin_ICS:PL5205

TIA-568A

5205-12CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for cryo sw, CAT 5e, 24 
ports

Mfr: Panduit Model: CPPL24WBL

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4C

9404182
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-13 CAT-5e minicom

0

8300

133
Lin_ICS:CR5_Cab02
Lin_ICS:PL5205

TIA-568A

5205-13CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for cryo sw, CAT 5e, 24 
ports

Mfr: Panduit Model: CPPL24WBL

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4C

9404183
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-14 CAT-5e minicom

0

8300

133
Lin_ICS:CR5_Cab02
Lin_ICS:PL5205

TIA-568A

5205-14CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for cryo sw, CAT 5e, 24 
ports

Mfr: Panduit Model: CPPL24WBL

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4C

Device: Cryo_ICS:RPC_IOC56
Descr:

Mfr:
Model:

Page 267 of 291From Bldg: 8300 From Equip: SCL_Cryo:HB7Cab01 From Device: Cryo_ICS:RPC_IOC56All SCL CR4 Comm Cables - 07/22/04 From Row: 25S From Psn.: 04



9404151
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

23S
03

SCL_RFC:SCL10Cab01
SCL_LLRF:RPC_IOC18b

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404185
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_PS:RPC_IOC6

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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From Equip: SCL_Tun:HB7Cab06
Room: 119 Row: Psn: 0425S

Device: SCL_Tun:Jbx_RIO56
Descr:

Mfr:
Model:

9404177
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-18 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-18CAT-5e minicom
Comm N/A

DB_elec
SNS_techBeckoff I/O Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404178
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-19 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-19CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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From Equip: SCL_Vac:HB7Cab01
Room: 119 Row: Psn: 0725S

Device: SCL_Vac:CtlCh_HB7
Descr: SCL vacuum control chassis (by JLAB)

Mfr:
Model:

9404434
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8U-
8000-W018

J500 TrimTrioUTG6

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_PS:TB_MIOC6A2

109020300-R8U-8000-W018

Ch5screw term.
Comm N/A

DB_elec
SNS_techVSIL6 MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

Device: SCL_Vac:Jbx_Cab_HB0701
Descr:

Mfr:
Model:

9404188
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-22 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-22CAT-5e minicom
Comm N/A

DB_elec
SNS_techGeneral Use Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404189
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-23 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-23CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

Device: SCL_Vac:Jbx_RIO_HB7
Descr:

Mfr:
Model:

9404186
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-20 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-20CAT-5e minicom
Comm N/A

DB_elec
SNS_techBeckoff I/O Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404187
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-21 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-21CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

Device: SCL_Vac:TB_HB7
Descr:

Mfr:
Model:
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9404379
2P20OS3V

DeVan

Vac Sys RS-485

109040000-R8U-
8300-W025

01-05 term blk

0

8300
119

02S
07

SCL_RFC:SCL1Cab01
SCL_Vac:TB_IOC1

109040000-R8U-8300-W025

51-55term blk
Comm

Link to Vac Controller (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal strip
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404380
2P20OS3V

DeVan

Vac Sys RS-485

109040000-R8U-
8300-W025

06-10 term blk

0

8300
119

02S
07

SCL_RFC:SCL1Cab01
SCL_Vac:TB_IOC1

109040000-R8U-8300-W025

56-60term blk
Comm

Link to Vac Controller (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal strip
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404457
2P20OS3V

DeVan

Vac Sys RS-485 - spare

Spare/TBD`

spare term blk

0

8300
119

02S
07

SCL_RFC:SCL1Cab01
SCL_Vac:TB_IOC1

Spare/TBD

spareterm blk
Comm

Link to Vac Controller (RS-485) - spare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal strip
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404458
2P20OS3V

DeVan

Vac Sys RS-485 - spare

Spare/TBD`

spare term blk

0

8300
119

02S
07

SCL_RFC:SCL1Cab01
SCL_Vac:TB_IOC1

Spare/TBD

spareterm blk
Comm

Link to Vac Controller (RS-485) - spare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal strip
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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From Equip: SCL_TR:SCL11Cab04
Room: 119 Row: Psn: 0126S

Device: SCL_RF:Jbx_PLC11
Descr:

Mfr:
Model:

9404207
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-33 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-33CAT-5e minicom
Comm N/A

DB_elec
SNS_techPLC Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404208
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-34 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-34CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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From Equip: SCL_RFC:SCL11Cab03
Room: 119 Row: Psn: 0526S

Device: SCL_LLRF:IOC18c
Descr:

Mfr:
Model:

9404205
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:TSrv4C1

109020100-R8E-8000-W005, J1

12RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404424
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM18c 174817

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:TB_MIOC18A2

109020300-R8D-8000-W007

Ch6screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404425
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM18d 174817

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:TB_MIOC18A2

109020300-R8D-8000-W007

Ch7screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404363
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404360
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE2

109020200-R8D-8000-W001

out05Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C

9404361
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8D-8000-W001

out12Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C

9404362
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE2

109020200-R8D-8000-W001

out06Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C
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Device: SCL_LLRF:PL_IOC18c
Descr:

Mfr:
Model:

9404202
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-30 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-30CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404203
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-31 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-31CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404204
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-32 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-32CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

Device: SCL_LLRF:RPC_IOC18c
Descr:

Mfr:
Model:
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9404206
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

26S
06

SCL_RFC:SCL11Cab02
SCL_LLRF:RPC_IOC19a

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

Page 277 of 291From Bldg: 8300 From Equip: SCL_RFC:SCL11Cab03 From Device: SCL_LLRF:RPC_IOC18cAll SCL CR4 Comm Cables - 07/22/04 From Row: 26S From Psn.: 05



From Equip: SCL_RFC:SCL11Cab02
Room: 119 Row: Psn: 0626S

Device: SCL_LLRF:IOC19a
Descr:

Mfr:
Model:

9404200
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:TSrv4C1

109020100-R8E-8000-W005, J1

11RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404426
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM19a 174817

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:TB_MIOC18A2

109020300-R8D-8000-W007

Ch8screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404427
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM19b 174817

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:TB_MIOC18A1

109020300-R8D-8000-W007

Ch1screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404359
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404356
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE2

109020200-R8D-8000-W001

out03Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C

9404357
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8D-8000-W001

out11Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C

9404358
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE2

109020200-R8D-8000-W001

out04Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C
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Device: SCL_LLRF:PL_IOC19a
Descr:

Mfr:
Model:

9404197
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-27 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-27CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404198
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-28 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-28CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404199
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-29 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-29CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

Device: SCL_LLRF:RPC_IOC19a
Descr:

Mfr:
Model:
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9404206
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

26S
05

SCL_RFC:SCL11Cab03
SCL_LLRF:RPC_IOC18c

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404201
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

26S
07

SCL_RFC:SCL11Cab01
SCL_LLRF:RPC_IOC19c

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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From Equip: SCL_RFC:SCL11Cab01
Room: 119 Row: Psn: 0726S

Device: SCL_LLRF:IOC19c
Descr:

Mfr:
Model:

9404195
4PR24Cat5eP

DeVan

ICS Terminal Service

109020100-R8E-
8000-W005, J2

Debug Port RJ-45

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:TSrv4C1

109020100-R8E-8000-W005, J1

10RJ-45
Comm N/A

DB_elec
SNS_techIOC Debug Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Terminal Server
Mfr: Digi Model: PortServerTS

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404428
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM19c 174817

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:TB_MIOC18A1

109020300-R8D-8000-W007

Ch2screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404429
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W007

HPM19d 174817

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_HPRF:TB_MIOC18A1

109020300-R8D-8000-W007

Ch3screw term.
Comm N/A

DB_elec
SNS_techHPM MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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9404355
1PR20BlueHose

DeVan

Tim Sys SP

109020200-R8E-
8000-W001

N/C-spare Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8D-8000-W001

N/C-spareTwin BNC
Comm N/A

DB_elec
SNS_techNot Connected.  Spare for IOC Utility Board

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404352
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

Util_EL Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE2

109020200-R8D-8000-W001

out01Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C

9404353
1PR20BlueHose

DeVan

Tim Sys RL

109020200-R8E-
8000-W001

Util_RL Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CR1

109020200-R8D-8000-W001

out10Twin BNC
Comm N/A

DB_elec
SNS_techIOC Util_RL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: RTDL fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

BlkBlk

Tested?
SRO: SCL4C

9404354
1PR20BlueHose

DeVan

Tim Sys EL

109020200-R8E-
8000-W001

V124 Twin BNC

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:Fanout4CE2

109020200-R8D-8000-W001

out02Twin BNC
Comm N/A

DB_elec
SNS_techIOC V124 EL

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.02

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Event link fanout, 1-to-16
Mfr: Brookhaven Nati Model: fanout

Footage1: 0
Footage2: 0

GrnGrn

Tested?
SRO: SCL4C
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Device: SCL_LLRF:PL_IOC19c
Descr:

Mfr:
Model:

9404192
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-24 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-24CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404193
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-25 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-25CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare1

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404194
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-26 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-26CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare2

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

Device: SCL_LLRF:RPC_IOC19c
Descr:

Mfr:
Model:
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9404196
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

23S
01

SCL_RFC:SCL10Cab03
SCL_LLRF:RPC_IOC17b

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404201
2P24Cat3P

DeVan

ICS Reboot Service

109020100-R8E-
8000-W004

Link RJ-11

0

8300
119

26S
06

SCL_RFC:SCL11Cab02
SCL_LLRF:RPC_IOC19a

109020100-R8E-8000-W004

LinkRJ-11
Comm

RPC to RPC Link (RS-485)

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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From Equip: SCL_MEC:SCL12Cab01
Room: 119 Row: Psn: 0227S

Device: SCL_HPRF:Jbx_PLC12
Descr:

Mfr:
Model:

9404209
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-35 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-35CAT-5e minicom
Comm N/A

DB_elec
SNS_techPLC Ethernet Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

9404210
4PR24Cat5e

DeVan

ICS Network

TIA-568A

4C02-36 CAT-5e minicom

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
Lin_ICS:PL4C02

TIA-568A

4C02-36CAT-5e minicom
Comm N/A

DB_elec
SNS_techSpare

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for CA sw, CAT 5e, 48 ports
Mfr: Panduit Model: CPPL48WBL

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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From Equip: SCL_PS:HB7Cab02
Room: 119 Row: Psn: 0327S

Device: SCL_Mag:PS_DCH18
Descr:

Mfr:
Model:

9404432
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

MPS T3324951

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_PS:TB_MIOC6A2

109020300-R8D-8000-W006

Ch3screw term.
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

Device: SCL_Mag:PS_DCV18
Descr:

Mfr:
Model:

9404433
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

MPS T3324951

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_PS:TB_MIOC6A2

109020300-R8D-8000-W006

Ch4screw term.
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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From Equip: SCL_PS:HB7Cab01
Room: 119 Row: Psn: 0427S

Device: SCL_Mag:PS_QD18
Descr:

Mfr:
Model:

9404430
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

MPS T3324951

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_PS:TB_MIOC6A2

109020300-R8D-8000-W006

Ch1screw term.
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C

Device: SCL_Mag:PS_QD19
Descr:

Mfr:
Model:

9404431
2PR22OSTC3V

Sibley

MPS FPS input

109020300-R8D-
8000-W006

MPS T3324951

0

8300
119

25S
03

SCL_Ctl:HB7Cab01
SCL_PS:TB_MIOC6A2

109020300-R8D-8000-W006

Ch2screw term.
Comm N/A

DB_elec
SNS_techMag PS MPS Input

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.03

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:
Room:

Row:
Psn:

Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr:
Mfr: Model:

Footage1: 0
Footage2: 0

Tested?
SRO: SCL4C
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From Equip: SCL_Cryo:HB1Cab03
Room: 119 Row: Psn: 56.2NWS

Device: SCL_Cryo:Jbx_HB1Cab03
Descr:

Mfr:
Model:

9404058
4PR24Cat5e

DeVan

ICS Network

TIA-568A

3205-29 CAT-5e minicom

0

8300

122
Lin_ICS:CR3_Cab02
Lin_ICS:PL3205

TIA-568A

3205-29CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo Utility Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for cryo sw, CAT 5e, 24 
ports

Mfr: Panduit Model: CPPL24WBL

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4A

9404059
4PR24Cat5e

DeVan

ICS Network

TIA-568A

3205-30 CAT-5e minicom

0

8300

122
Lin_ICS:CR3_Cab02
Lin_ICS:PL3205

TIA-568A

3205-30CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo Utility Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for cryo sw, CAT 5e, 24 
ports

Mfr: Panduit Model: CPPL24WBL

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4A
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From Equip: SCL_Cryo:HB4Cab03
Room: 119 Row: Psn: 64.2NWS

Device: SCL_Cryo:Jbx_HB4Cab03
Descr:

Mfr:
Model:

9404126
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-08 CAT-5e minicom

0

8300

133
Lin_ICS:CR5_Cab02
Lin_ICS:PL5205

TIA-568A

5205-08CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for cryo sw, CAT 5e, 24 
ports

Mfr: Panduit Model: CPPL24WBL

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4B

9404127
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-09 CAT-5e minicom

0

8300

133
Lin_ICS:CR5_Cab02
Lin_ICS:PL5205

TIA-568A

5205-09CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for cryo sw, CAT 5e, 24 
ports

Mfr: Panduit Model: CPPL24WBL

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4B
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From Equip: SCL_Cryo:HB7Cab03
Room: 119 Row: Psn: 81.3NWS

Device: SCL_Cryo:Jbx_HB7Cab03
Descr:

Mfr:
Model:

9404190
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-15 CAT-5e minicom

0

8300

133
Lin_ICS:CR5_Cab02
Lin_ICS:PL5205

TIA-568A

5205-15CAT-5e minicom
Comm N/A

DB_elec
SNS_techIOC CPU Port

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for cryo sw, CAT 5e, 24 
ports

Mfr: Panduit Model: CPPL24WBL

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4C

9404191
4PR24Cat5e

DeVan

ICS Network

TIA-568A

5205-16 CAT-5e minicom

0

8300

133
Lin_ICS:CR5_Cab02
Lin_ICS:PL5205

TIA-568A

5205-16CAT-5e minicom
Comm N/A

DB_elec
SNS_techCryo IOC or PLC

Cable #:

Function:
Cbl Type:

Engineer:
WBS: 1.09.02.01

Connector Type:

Term. Dwg.:

Port:

Len. (ft):

Bldg:

Room:

Row:

Psn:
Equip:
Device:

Term. Dwg:
 Port

Connector Type:

Tray Section:
Tray Routing:

Comments:

Fab. by:
Install by:
Term. By:

Descr: Patch panel, for cryo sw, CAT 5e, 24 
ports

Mfr: Panduit Model: CPPL24WBL

Footage1: 0

Footage2: 0

Tested?
SRO: SCL4C
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